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ADDENDUM #1 (ONE) 
December 10, 2025 
              
JOB #2025-04  ADDITIONS & ALTERATIONS TO PINEVILLE JUNIOR HIGH SCHOOL 
   PINEVILLE, LA 
   RAPIDES PARISH SCHOOL BOARD - OWNER 
 
Yeager, Watson & Associates, LLC; (Job #2025-04/RPSB BID #52-26-02) 
************************************************************************************************************* 
Each bidder shall note on his Bid Form receipt of Addendum #1; that his Bid is for the conditions set forth 
in this Addendum plus the complete Contract Documents. 

 
SEALED PROPOSALS OF CURRENT LOUISIANA LICENSED GENERAL 
CONTRACTORS FOR #2025-04/RPSB BID #52-26-02 ADDITIONS & 
ALTERATIONS TO PINEVILLE JUNIOR HIGH SCHOOL WILL BE RECEIVED 
BY THE RAPIDES PARISH SCHOOL BOARD, P.O. BOX 7117; 619 SIXTH ST. 
ALEXANDRIA, LOUISIANA 71306, UNTIL 2:00 PM LOCAL TIME, THURSDAY, 
JANUARY 15, 2026. 
 

 
SOLE  RESPONSIBILITY  FOR  PROPER  DELIVERY  OF  BID  IN  COMPLIANCE  WITH  THE  
OFFICIAL  PROJECT  ADVERTISEMENT  IS  THAT  OF  THE  GENERAL  CONTRACTOR'S. 
 

 

************ NOTICE ************* 
BID DATE HAS BEEN CHANGED TO THURSDAY, 

JANUARY 15TH, 2026 
*********************************** 

 
PRE-BID CONFERENCE ATTENDEES (10:00 A.M. CST, TUESDAY, DECEMBER 2, 2025) 
 Pre- Bid Attendees Company    Phone Number 
 Stephanie Morse  YWA   318-202-5708 
 Zoë Collum   YWA   318-202-5708 
 Carl Riche   Tudor, Inc.   318-445-3606 
 Russ Jeansonne  Pat Williams Construction   318-460-0006 
 Jack Trageser  Skip Converse   318-308-7736 
 Brett Sheridan  Orion Env.   251-421-0690 
 Kathy Baden   RPSB   318-449-3119 
 Roy Rachal   RPSB-Owner Rep.   318-449-3110 
 Terry Kirsch    M&E Consulting    337-234-7474 
 
PLAN  ROOMS  HOLDING  CONTRACT  DOCUMENTS: 
A.G.C. PLAN ROOM : Shreveport  CENTRAL BIDDING: www.centralauctionhouse.com  
ISQFT/ Construct Connect: www.isqft.com CMD/Dodge - online plan room 

 
GENERAL CLARIFICATIONS 

1. During the standard 2025-2026 and 2026-2027 school years, school will be ongoing during 
construction. Please provide barriers, as specified, to keep students from construction areas. For 
summer scheduling, the last day for students is May 21, 2026 and classes will resume in August 
2026. No summer school will be held on this campus.  



YEAGER, WATSON & ASSOCIATES, LLC / Job #2025-04 / ADD.1 / Page 2

PROJECT MANUAL ARCHITECTURAL 
1. SECTION 087100 DOOR HARDWARE: ADD Hardware Schedule attached at the end of this

addendum.
2. SECTION 116623.2.1-D GYMNASIUM EQUIPMENT Clarification:

a. 116623.2.1-D.3.: CHANGE section FROM  48” wide TO  24” wide.
b. 116623.2.1-D.3.: Overall length to be 32’-0” long.
c. 116623.2.1-D.3: Refer to Equipment schedule for overall height.
d. 116623.2.1-D.3: Refer to Detail 3/A404 for depth on stage.

ARCHITECTURAL DRAWINGS 
1. SHEET A001 SCHEDULES DOOR SCHEDULE: DELETE Door Schedule and REPLACE with 

Door Schedule S1-S2 attached to this addendum.
2. SHEET A202 DEMO ENLARGED FLOOR PLANS: REPLACE with RA202 attached at the end of 

this addendum.
3. SHEET A211 ENLARGED FLOOR PLANS:

a. 1 Enlarged Floor Plan-Building B Clarification: CHANGE Boys Toilet Room B119 
FROM urinal trough with one urinal screen TO two urinals and two urinal screens.

4. SHEET A214 ENLARGED FLOOR PLAN:
a. 1 Enlarged Floor Plan-Locker Rooms Clarification: CHANGE Boys Toilet Room F116 

FROM urinal trough with one urinal screen TO two urinals and one urinal screen.
5. SHEET A404 WALL SECTIONS Clarification Detail 3:

a. ADD dimension to height of wall pads 3’-3”.
b. Stage face is flat wall to mount pads.

6. SHEET A701 Elevation 7 Clarification: CHANGE elevation name FROM Concessions A105 TO 
Gymnasium/ Stage F102.

MECHANICAL DRAWINGS 
1. SHEET M400 MECHANICAL SCHEDULES:

a. Under “PACKAGED ROOF TOP UNIT SCHEDULE (ELECTRIC HEAT)” schedule for
supply/return air smoke detectors. ADD Note 6: Provide Supply/Return air smoke
detector (for units with 2000 cfm and greater).

ELECTRICAL DRAWINGS 
1. SHEET E200 OVERALL ELECTRICAL DEMOLITION PLAN

a. Replace original sheet with attached. See clouded areas for changes.
2. SHEET E201 OVERALL ELECTRICAL PLAN

a. Replace original sheet with attached. See clouded areas for changes.
3. SHEET E211 ELECTRICAL DEMO ENLARGED FLOOR PLANS

a. Replace original sheet with attached. See clouded areas for changes.
4. SHEET E213 ELECTRICAL DEMO ENLARGED FLOOR PLANS

a. Replace original sheet with attached. See clouded areas for changes.
5. SHEET E221 ENLARGED ELECTRICAL FLOOR PLAN

a. Replace original sheet with attached. See clouded areas for changes.
6. SHEET E223 ENLARGED ELECTRICAL FLOOR PLAN

a. Replace original sheet with attached. See clouded areas for changes.
7. SHEET E233 LIGHTING ENLARGED FLOOR PLAN

a. Replace original sheet with attached. See clouded areas for changes.
8. SHEET E243 PWR. & SS. ENLARGED FLOOR PLANS

a. Replace original sheet with attached. See clouded areas for changes.
9. SHEET E300 ELECTRICAL SCHEDULE AND DETAILS

a. Replace original sheet with attached. See clouded areas for changes.
10. SHEET E400 ELECTRICAL PANEL SCHEDULES

a. Replace original sheet with attached. See clouded areas for changes.
11. SHEET E500 ELECTRICAL RISERS

a. Replace original sheet with attached. See clouded areas for changes.
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OTHER ACCEPTABLE MANUFACTURERS - ARCHITECTURAL PRODUCTS  
 
No Exceptions are taken to the following manufacturers and/or products for bidding purposes in addition 
to those specified.  Substituting products other than those specified is based upon the best information 
now available.  Should any modification be required to accommodate the substitute product, it is the 
responsibility of this supplier and/or subcontractor to include the cost of this modification in his quotation.  
It should be understood that any deviation from the products specified with respect to quality, details and 
performance in the opinion of the Architect is grounds for disapproval of this product subsequent to a 
contract award.  Any manufacturer or product that is not listed here or in the Specifications shall be 
deemed NOT ACCEPTABLE for this project.  Verification of this is the responsibility of the General 
Contractor.  The Architect after Contract Award will strictly enforce this policy. 
 
033000 Cast-In-Place Concrete (Vapor Retarders): Viper II by Insulation Solutions. 
042000 Unit Masonry: Masonry Materials: Mortor Web- Sandell Manufacturing Co., Inc. 
064116 Plastic-Laminate-Faced Architectural Cabinets (all Millwork must match custom millwork design 
intent shown on drawings): ProTech; Douglas Cabinet Company, Inc.; Allen Millwork, Inc.; Daigrepont 
Woodworks, LLC (DBA Mardel Products Co.); Stevens Industries (Stevens Advantage and Stevens ID).   
071113 Bituminous Damproofing:  Henry 788 Asphalt Dampproofing. 
072119 Foamed-In-Place Insulation (Masonry Walls): cfiFOAM. 
072500 Weather Barriers:  W.R. Meadows Air-Shield SMP. 
074293 Soffit Panels: McElroy Metal; Metal Sales, Architectural Metal Systems (AMS); American Building 
Components (ABC); Pinnacle Structures; ACI Metal Roofing Systems; AIM Metals; Whirlwind Steel; 
Centurion A-Lert AL-12 with indents; Alliance A-12 panel.  
076200 Sheet Metal Flashing & Trim (Underlayment Materials): Jiffy Seal Ice and Water Guard by 
Protecto Wrap. 
081113 Hollow Metal Doors and Frames:  Security Metal Products Corp. 
084113 Aluminum-Framed Entrances and Storefronts: YKK AP Yes 45 TU and Model 50D Medium Stile 
Entrance Door 
092216 Non-structural Metal Framing: CEMCO; JN LINROSE. 
093013 Ceramic Tiling (Setting Materials): C-Cure Chemical Co.; Tex-Rite; Texas Cement Products. 
095123 Acoustical Ceilings: Certainteed. 
101423.16 Room-Identification Panel Signage: Sign International, Inc.  
102800 Toilet Accessories: A & J Washroom Accessories; McKinney-Parker. 
104413 Fire Protection Cabinets: Potter Roemer. 
104416 Fire Extinguishers: Potter Roemer. 
105113 Metal Athletic Lockers: Lockers MFG All Welded Open Front and Lockers MFG All Welded 
Lockers; Debourgh Lockers Apex Sport and Debourgh Lockers Apex Athletic     
107301 Aluminum Canopies: (Subject to closely matching canopy components and providing 
engineering): Williams Fence/Eastern Metal Supply; Glendale Enterprises/Eastern Metal Supply; 
Tennessee Valley Metals, Inc.; Avadek. 
123623.13 Plastic-Laminate-Clad Countertops:  ProTech; Case Systems, Inc.; Douglas Cabinet 
Company, Inc.; Allen Millwork, Inc., Stevens Industries (Stevens Advantage and Stevens ID). 
 
MECHANICAL EQUIPMENT APPROVALS 

The following manufacturers are approved as substitutes for the items listed, subject to compliance with 
drawings, specifications, space limitation requirements, electrical requirements and comparison to the 
specified unit. Any modifications necessary to utilize these items shall be made at no additional expense to 
the owner. 

Item             Manufacturer 

RTU-1            Greenheck 
GV-1, GV-2           Loren Cook 
Diffusers/Grilles         Krueger 
Flex Duct           QuietFlex 
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PLUMBING EQUIPMENT APPROVALS 

The following manufacturers are approved as substitutes for the items listed, subject to compliance with 
drawings, specifications, space limitation requirements, electrical requirements and comparison to the 
specified unit. Any modifications necessary to utilize these items shall be made at no additional expense to 
the owner. 

Item             Manufacturer  

EWC-B   Murdock  
EWC-BF    Murdock  
SK-AC            Acorn  
SK-AH            Acorn 
 
ELECTRICAL EQUIPMENT APPROVALS 

The following manufacturers are approved as substitutes for the items listed, subject to compliance with 
drawings, specifications, space limitation requirements, and comparison to the specified unit: 

Lighting Fixtures: 

TYPE   MANUFACTURER   

A2    HE Williams, Inc.; Day-Brite; Metalux; Oracle  
A2E    HE Williams, Inc.; Day-Brite; Metalux; Oracle  
A3     HE Williams, Inc.; Day-Brite; Metalux; Oracle 
A3E    HE Williams, Inc.; Day-Brite; Metalux; Oracle 
A4    HE Williams, Inc.; Day-Brite; Metalux; Oracle 
A4E    HE Williams, Inc.; Day-Brite; Metalux; Oracle 
B2    HE Williams, Inc.; Day-Brite; Metalux; Oracle 
B3 Advantage Environmental Lighting; Kenall, Housing/Doorframe to be selected by 

Architect; Fail-Safe; LCD 
B4 Advantage Environmental Lighting; Kenall, Housing/Doorframe to be selected by 

Architect; Fail-Safe; LCD 
C4    HE Williams, Inc.; Day-Brite; Metalux; Oracle 
D    HE Williams, Inc.; Lightolier by Signify; Halo; Maxilume 
DE HE Williams, Inc.; Lightolier by Signify, Provide emergency battery pack; Halo; 

Maxilume 
E     Compass; Chloride; Sure-Lites; Maxilume 
E1 Isolite; LSL24/7 (Wall/Top mounting), Finish to be selected by Architect; Signtex; 

Maxilume, housing to be selected by Architect 
HB    HE Williams, Inc.; Day-Brite, Fixture to be RBGW capable; Metalux; Oracle 
L     Columbia Lighting; Day-Brite, Fixture to be vandal resistant; Metalux; Oracle 
RL    LED Inspirations; Kelvix; Diodeled; Tivoli 
RL2    LED Inspirations; Kelvix; Diodeled; Tivoli 
S Incon Lighting; ASL Lighting, Finish to be selected by Architect; Fail-Safe; Elite, to 

be wet location listed 
SP8E Lite Control; Finelite, see plans for length and shape, finish to be selected by 

Architect, suspension kit to be selected by Architect; Startek; Oracle 
SP12 Lite Control; Finelite, see plans for length and shape, finish to be selected by 

Architect, suspension kit to be selected by Architect; Startek; Oracle 
SP16E Lite Control; Finelite, see plans for length and shape, finish to be selected by 

Architect, suspension kit to be selected by Architect; Startek; Oracle 
ST GE Current – Lighting Solutions; Lightolier by Signify, Finish to be selected by 

Architect.; Halo; Elite, color to be selected by Architect  



 
 

YEAGER, WATSON & ASSOCIATES, LLC / Job #2025-04 / ADD.1 / Page 5 

STE GE Current – Lighting Solutions; Lightolier by Signify, Finish to be selected by 
Architect.; Halo, length to be as indicated in plans; Elite, color to be selected by 
Architect 

TCL LED Inspirations ; Kelvix, Coordinate lengths with architect; Diodeled, CCT to be 
35; Fusion, CCT to be 35 

X1    Dual Lite; Chloride; Exitronix; Maxilume 
CONTROLS  NX Lighting Controls; Wattstopper; PCL, finishes to be selected by Architect 
 

 
NOTE:  ATTACHED TO THE END OF THIS ADDENDUM ARE THE FOLLOWING REVISION 
DOCUMENTS INCORPORATED INTO THIS PROJECT BY THIS ADDENDUM #1: 
 

• Section 087100- Hardware Sets  
• Door Opening Schedule S1-S2 
• RA202 DEMO ENLARGED FLOOR PLANS (30”x42”)  
• E200 OVERALL ELECTRICAL DEMOLITION PLAN (30”x42”)  
• E201 OVERALL ELECTRICAL PLAN (30”x42”)  
• E211 ELECTRICAL DEMO ENLARGED FLOOR PLANS (30”x42”)  
• E213 ELECTRICAL DEMO ENLARGED FLOOR PLANS (30”x42”)  
• E221 ENLARGED ELECTRICAL FLOOR PLAN (30”x42”)  
• E223 ENLARGED ELECTRICAL FLOOR PLAN (30”x42”)  
• E233 LIGHTING ENLARGED FLOOR PLAN (30”x42”)  
• E243 PWR. & SS. ENLARGED FLOOR PLANS (30”x42”)  
• E300 ELECTRICAL SCHEDULE AND DETAILS (30”x42”)  
• E400 ELECTRICAL PANEL SCHEDULES (30”x42”)  
• E500 ELECTRICAL RISERS (30”x42”)  

 
 

END OF ADDENDUM #1 (ONE) 



Bid Documents 2025-04 Additions & Alterations to November 2025 
Pineville Junior High School 

Pineville, Louisiana 
RPSB BID #52-26-02 

 

HARDWARE SCHEDULE  087100 - 22 

SECTION 087100 – HARDWARE SETS 
 
H-1 
A101, A102 
 
AS REQ Keyed Cylinders as required. Cylinders 
*All other hardware to be provided by door supplier. Coordinate cylinder requirements with door supplier.  
 
H-2 
A114 
 
3 Ea.  5BB1-630-4.5 x 4.5 NRP  Hinges 
1 CD98L-996L/06-630-SNB  Exit Device 
As Req. Keyed Cylinders   Cylinders 
1 4040XP SCUSH x 689 x TBSRT  Surface Closer 
1 896V     Threshold 
1 Sets 700EN x TEK    Weather seals 
1 C627A x TEK    Bottom Sweep 
 
H-3 
A105, A106 
 
6 5BB1-652-4.5 x 4.5   Hinges  
1 KR4954 x SP28     Mullion 
2 98L-996L/06-299F x 630-SNB  Exit Devices 
AS REQ Keyed Cylinders as required. Cylinders 
2 4040XP CUSH x 689   Surface Closers 
2 Sets 5050     Seals 
 
H-4 
A110, A115 
 
3 Ea.  5BB1-652-4 ½” x 4 ½”     Hinges 
1 ND80PD-RHO-626   Storeroom Lockset 
1 4040XP HCUSH  x 689 x TBSRT Surface Closer 
1 FS436  x 26D    Floor Stop 
3 SR64      Silencers 
 
H-5 
A111, A116 
3 Ea.  5BB1-652-4 ½” x 4 ½”     Hinges 
1 ND70PD-RHO-626   Classroom Lockset 
1 4040XP CUSH x 689 x TBSRT  Surface Closer 
3 SR64      Silencers 
 
H-6 
A107, A109, A112 
 
3 Ea.  5BB1-652-4 ½ “ x 4 ½”     Hinges 
1 ND70PD-RHO-626   Classroom Lockset 
1 4040XP REG x 689 x TBSRT  Surface Closer 
1 FS436  x US26D   Floor Stop 
1set 5050     Seals 



Bid Documents 2025-04 Additions & Alterations to November 2025 
Pineville Junior High School 

Pineville, Louisiana 
RPSB BID #52-26-02 

 

HARDWARE SCHEDULE  087100 - 23 

H-7 
A113 
 
3 Ea.  5BB1-652-4.5” x 4 ½”     Hinges 
1 ND70PD-RHO-626   Classroom  Lockset 
1 4040XP HCUSH x 689 x TBSRT Surface Closer 
3 SR64      Silencers 
 
H-8 
F102, F106, F107 
 
3 Ea.  5BB1-652-4 ½” x 4 ½”     Hinges 
1 ND70PD-RHO-626   Classroom Lockset 
1 GJ900S x 630    Overhead Stop 
3 SR64      Silencers 
 
H-9 
F103 
 
3 Ea.  5BB1-652-4 ½” x 4 ½”     Hinges 
1 ND70PD-RHO-626   Classroom Lockset 
1 FS436 x US26D   Floor Stop 
3 SR64      Silencers 
 
H-10 
F104 
 
3 Ea.  5BB1-652-4 ½” x 4 ½”     Hinges 
1 ND53PD-RHO-626   Office Lockset 
1 FS436 x US26D    Floor Stop 
3 SR64      Silencers 
 
H-11 
A103, A104 
 
3 Ea.  5BB1-652-4 ½” x 4 ½”    Hinges 
1 8303-8-4 x 16 x US32D    Door Pull 
1 8200-4 x 16 x US32D    Push Plate 
1 4040XP REG x 689 x TBSRT  Surface Closer 
1 FS436 x 26D     Floor Stop 
2 SR64      Silencers 
 
Miscellaneous Requirements:  
1.  Where existing frames are scheduled to receive new hinges, Hinges are to be the specified 

product but sized to fit the existing opening.  If the specified product will not work, bring to the 
architect’s attention prior to bidding.  

2. Keyed cylinders are to be keyed as directed to existing master key system.  Hardware supplier is 
to verify and furnish cylinders accordingly. 

 
 
 
 
 



Bid Documents 2025-04 Additions & Alterations to November 2025 
Pineville Junior High School 

Pineville, Louisiana 
RPSB BID #52-26-02 

 

HARDWARE SCHEDULE  087100 - 24 

Products:   Manufacturers   Equal     
Hinges -    Ives Manufacturing  McKinney (TA), BEST (FBB) 
Exit Devices/Mullions-   Von Duprin   Sargent (8800), Precision (2100) 
Locksets-    Schlage Lock Co  Sargent (10-Zone), BEST (9K) 
Door Closers-    LCN Closers   Sargent  (281), BEST (EHD9000) 
Overhead Stops-   Glynn Johnson   Rixson , ABH 
Door Trim -    Ives Manufacturing  Rockwood, Trimco 
Door Stops-    Ives Manufacturing  Rockwood, Trimco 
Thresholds / Seals-  National Guard Prod.  Pemko, Zero  
Key Cabinet-    Lund    TelKey, MMF 
 
 



DOOR OPENING SCHEDULE
ABBREVIATIONS REMARK  NOTES

PR = PAIR 1 NEW DOOR AND HARDWARE IN EXISTING FRAME.
180 = 180 MINUTE FIRE RATED DOOR AND FRAME 2 PUNCH AND DIMPLE FRAME. BONDO AND SAND TO PROVIDE SMOOTH FRAME

90 = 90  MINUTE FIRE RATED DOOR AND FRAME 3 EXISTING DOOR AND FRAME. PROVIDE NEW PRIVACY HARDWARE.
60 = 60  MINUTE FIRE RATED DOOR AND FRAME 4 VERIFY WIIDTH AND HEIGHT AND DEPTH ON JOB.
45 = 45  MINUTE FIRE RATED DOOR AND FRAME 5 VERIFY WALL DEPTH ON JOB. 
20 = 20  MINUTE FIRE RATED DOOR AND FRAME

FL = FLUSH FACE DOOR
FVP = FLUSH WITH VISION PANEL
1PG = 1 PANEL GLASS
2PG = 2 PANEL GLASS
VOJ = VERIFY ON JOB

AE = ALUMINUM = SHADED AREA INDICATED CHANGES MADE IN ADDENDUM
HMD = HOLLOW METAL DOOR
HME = HOLLOW METAL EXTERIOR DOOR : GALV., INSL.
FMC = FLUSH MINERAL CORE
FSC = FLUSH SOLID CORE

EX = EXISTING TO REMAIN

ANO = ANODIZED ALUMINUM
PL = PLASTIC LAMINATE 

PNT = PAINTED

AF = ALUMINUM METAL FRAME
HMF = HOLLOW METAL FRAME

DOOR OPENING SCHEDULE:
DR. DOOR WIDTH DOOR DOOR DOOR DOOR FINISH LOUVER HDWR DOOR

OPNG. ELEV EACH HGT. THK. MAT. TYPE TYPE TYPE SET & FRM. FRAME FRAME FRAME
NO. MARK LEAF NO. HEAD JAMB SILL RATING TYPE ELEV DEPTH REMARKS

A 101 X 3-0 7-0 1 3/4 AE 2PG ANO H-1 5A/A601 5B/A601 5C/A601 AF SF-1 4 1/2"
A 102 X 3-0 7-0 1 3/4 AE 2PG ANO H-1 5A/A601 5B/A601 5C/A601 AF SF-1 4 1/2"
A 103 3-0 7-0 1 3/4 FSC FL PL H-11 8A/A601 8B/A601 HMF HMF-1 8 3/4"
A 104 3-0 7-0 1 3/4 FSC FL PL H-11 8A/A601 8B/A601 HMF HMF-1 8 3/4"
A 105 X 3-0 7-0 1 3/4 FVP FL PL H-3 8A/A601 8B/A601 HMF HMF-3 8 3/4" 2
A 106 X 3-0 7-0 1 3/4 FVP FL PL H-3 8A/A601 8B/A601 HMF HMF-3 8 3/4" 2
A 107 3-0 7-0 1 3/4 FSC FL PL H-6 7A/A601 7B/A601 HMF HMF-1 8 3/4"
A 108 5-4 4-0 9A/A601 -
A 109 3-0 7-0 1 3/4 FSC FL PL H-6 7A/A601 7B/A601 HMF HMF-2 5 7/8"

COILING COUNTER DOOR

FOR DOOR HARDWARE SCHEDULE
REFER TO SPECIFICATION SECTION 087100.S 

FRAMES

BUILDING A: EXISTING GYMNASIUM / LOBBY ADDITION

P
A
I
R

DOOR DETAILS

PJHS 2025-04 JOB 2025-04 :   S1



DOOR OPENING SCHEDULE
DOOR OPENING SCHEDULE:
DR. DOOR WIDTH DOOR DOOR DOOR DOOR FINISH LOUVER HDWR DOOR

OPNG. ELEV EACH HGT. THK. MAT. TYPE TYPE TYPE SET & FRM. FRAME FRAME FRAME
NO. MARK LEAF NO. HEAD JAMB SILL RATING TYPE ELEV DEPTH REMARKS

FRAMES

      

P
A
I
R

DOOR DETAILS

A 110 2-6 6-8 1 3/4 FSC FL PL H-4 7A/A601 - 1,4
A 111 3-0 7-0 1 3/4 FSC FL PL H-5 7A/A601 7B/A601 HMF HMF-2 5 7/8" 4
A 112 3-0 7-0 1 3/4 FSC FL PL H-6 7A/A601 7B/A601 HMF HMF-2 5 7/8" 4
A 113 3-0 7-0 1 3/4 FSC FL PL H-7 8A/A601 8B/A601 HMF HMF-1 8 3/4"
A 114 3-8 7-0 1 3/4 HME FL PNT H-2 6A/A601 6B/A601 HMF HMF-3 8 3/4"
A 115 3-0 7-0 1 3/4 HMD FL PNT H-4 8A/A601 8B/A601 HMF HMF-1 8 3/4"
A 116 3-0 7-0 1 3/4 FSC FL PL H-5 8A/A601 8B/A601 HMF HMF-1 8 3/4"

F 101 - - 3
F 102 3-2 6-10 1 3/4 HMD FL PNT H-8 - - 1, 4
F 103 3-8 7-0 1 3/4 HMD FL PNT H-9 7A/A601 7B/A601 HMF HMF-1 5 7/8"
F 104 3-8 7-0 1 3/4 FSC FVP PL H-10 7A/A601 7B/A601 HMF HMF-1 5 7/8"
F 105 - - 3
F 106 3-8 7-0 1 3/4 HMD FL PNT H-8 7A/A601 7B/A601 HMF HMF-1 5 7/8"
F 107 3-8 7-0 1 3/4 HMD FL PNT H-8 7A/A601 7B/A601 HMF HMF-1 5 7/8"

EXISTING FRAME

EXISTING FRAME

EXISTING FRAMEEXISTING DOOR

EXISTING DOOR
BUILDING F: LOCKER ROOMS

EXISTING FRAME

PJHS 2025-04 JOB 2025-04 :   S2



BOYS
TOILET ROOM

D129

GIRLS
TOILET ROOM

D131

BOYS
TOILET ROOM

B119

GIRLS
TOILET ROOM

B118

BOYS
TOILET ROOM

G121
JANITOR

G122

GIRLS
TOILET ROOM

G114

JANITOR
G115

ENLARGED DEMO PLAN - BUILDING D
SCALE2 1/4"= 1'-0"

ENLARGED DEMO PLAN - BUILDING B
SCALE1 1/4"= 1'-0"

ENLARGED DEMO PLAN - BUILDING G
SCALE3 1/4"= 1'-0"

ENLARGED DEMO PLAN - BUILDING G
SCALE4 1/4"= 1'-0"
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REMOVE ALL EXISTING TOILET PARTITIONS AND TRIM. PATCH
WALLS AS REQUIRED TO INSTALL NEW TILE BACKER BOARD.

REMOVE EXISTING PLUMBING FIXTURES, TRIM AND SECTIONS OF
MASONRY AS REQUIRED. PATCH WALLS WITH CMU AS REQUIRED
TO INSTALL NEW TILE BACKER BOARD.

REMOVE WALL BASE AND EXISTING PLYWOOD WALLS AND TRIM
UP TO TRIM HEIGHT.

CLEAN ENTIRE FLOOR, PATCH HOLES AS NECESSARY AND
PREPARE FOR NEW RESINOUS FLOORING.

REMOVE EXISTING PLUMBING FIXTURES, TRIM AND MASONRY AS
REQUIRED TO INSTALL NEW FIXTURE. PATCH WALLS TO FULL
CMU JOINTS.

REMOVE EXISTING FLOOR DRAINS AND REPLACE WITH NEW
FLOOR DRAINS. PATCH CONCRETE. REFER TO PLUMBING
DRAWINGS.

REMOVE EXISTING TOILET PARTITIONS.

REMOVE ALL EXISTING TOILET ACCESSORIES. CAULK/PATCH ALL
HOLES IN WALL.

REMOVE EXISTING LAY-IN CEILING AND TRIM. PREPARE FOR NEW
CEILING.

DEMO EXISTING LIGHT FIXTURES. REFER TO ELECTRICAL.

DEMO DIVIDER WALL. SALVAGE SGT CAP TO INSTALL AS NEEDED
ON WALL TO REMAIN.

GENERAL DEMO PLAN NOTES:
G1. DASHED LINES INDICATE BUILDING ELEMENTS TO BE
REMOVED. COMPLETELY REMOVE THESE ITEMS AND PROPERLY
DISPOSE OF THEM.

G2. INSTALL PROTECTIVE BARRIERS TO DIRECT PUBLIC TRAFFIC
AROUND CONSTRUCTION AREA. DO NOT ALLOW GENERAL PUBLIC
DIRECT ACCESS INTO CONSTRUCTION AREA.

G3. COORDINATE CONSTRUCTION STAGING, PARKING AND
PERSONNEL WITH SCHOOL ADMINISTRATION.

G4. MAINTAIN EXIT PATHWAYS AND PROVIDE FOR DAILY FOOT
TRAFFIC. BARRICADE AREAS AS REQUIRED TO KEEP POPULATION
SAFE.

G5. MAINTAIN FIRE ALARM AND ELECTRICAL SERVICE WHENEVER
DISRUPTION OF SERVICES ARE REQUIRED. GIVE THE PRINCIPAL 48
HOURS NOTICE IF AT ALL POSSIBLE.

G6. REFER TO CIVIL, STRUCTURAL, MECHANICAL, PLUMBING, AND
ELECTRICAL FOR ADDITIONAL DEMOLITION NOTES.
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EXISTING COMMUNICATIONS MDF

APPROXIMATE LOCATION OF EXISTING 
SECURITY SYSTEM HEAD-END

APPROXIMATE LOCATION OF EXISTING 
FACP AND EXISTING INTERCOM SYSTEM

EXISTING 400A 120/208V 3 PHASE PANEL "BB1"

EXISTING 400A 120/208V 3 PHASE PANEL "BB4"

EXISTING 240V DISCONNECT
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##ELECTRICAL DEMOLITION NOTES

1 COORDINATE REMOVAL/DISCONNECTION  OF OVERHEAD SECONDARY SERVICES AND
RELOCATION OF UTILITY POWER POLE WITH CLECO TO PROVIDE ACCESS TO CONSTRUCTION
AREA.

1/16" = 1'-0"    Refer to Architectural Drawings for All Dimensions
1

OVERALL ELECTRICAL DEMOLITION PLAN
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ELECTRICAL NOTES

1 TIE INTO EXISTING EXTERIOR LIGHTING CIRCUIT IN THIS SPACE WITH 3#10 IN
3/4" CONDUIT . SWITCHING ARRANGEMENT TO REMAIN SAME. PROVIDE
ADDITIONAL CONDUIT, WIRING, ETC AS NEEDED. CUT AND PATCH AS NEEDED
BEFORE RISING UP INTO EXISTING CANOPY.

2 OVERHEAD SECONDARY. SEE RISER.

##

1/16" = 1'-0"    Refer to Architectural Drawings for All Dimensions
1

OVERALL ELECTRICAL PLAN

LIGHTING GENERAL NOTES:

1. NEW LIGHTS INDICATED ON THIS SHEET ARE TO BE TIED INTO 
EXISTING LIGHTING CIRCUIT WITH 3#12 IN 1/2" CONDUIT. 
SWITCHING ARRANGEMENT TO REMAIN THE SAME UNLESS NOTED 
OTHERWISE. PROVIDED ADDITIONAL CONDUIT, WIRING, ETC. AS 
NEEDED.
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1/4" = 1'-0"    Refer to Architectural Drawings for All Dimensions
1

ENLARGED ELECTRICAL DEMOLITION PLAN - BUILDING F (LOCKER ROOMS)

##ELECTRICAL DEMOLITION NOTES
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1/4" = 1'-0"    Refer to Architectural Drawings for All Dimensions
1

ENLARGED ELECTRICAL DEMOLITION PLAN - BUILDING F (STAGE)

##ELECTRICAL DEMOLITION NOTES

1 DISCONNECT ELECTRICAL ASSOCIATED WITH EXISTING MOTORIZED BLEACHERS AS REQUIRED
FOR DEMOLITION OF EXISTING WALL/DOORS. PREPARE FOR RECONNECTION OF ELECTRICAL.
SEE ENLARGED POWER AND SPECIAL SYSTEMS PLAN - BUILDING "F" FOR APPROXIMATE
LOCATION OF RELOCATED ELECTRICAL EQUIPMENT.

2 DISCONNECT AND RECONNECT EXISTING ELECTRICAL ASSOCIATED WITH REMOVAL OF SIGNAGE
AND EQUIPMENT. RECONNECT AFTER INSTALLATION OF NEW GYP BOARD. SEE ARCHITECTURAL
FOR ADDITIONAL INFORMATION. PROVIDE ADDITIONAL CONDUIT, WIRING, ETC. AS NEEDED.
COORDINATE ANY OUTAGES WITH OWNER/ARCHITECT. PRIOR TO REMOVAL.

3 REMOVE EXISTING THEATRICAL LIGHTING EQUIPMENT.
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##

1/4" = 1'-0"    Refer to Architectural Drawings for All Dimensions
1

ENLARGED ELECTRICAL PLAN - BUILDING F (LOCKER ROOMS)

LIGHTING GENERAL NOTES:

1. NEW LIGHTS INDICATED ON THIS SHEET ARE TO BE TIED 
INTO EXISTING LIGHTING CIRCUIT WITH 3#12 IN 1/2" 
CONDUIT. SWITCHING ARRANGEMENT TO REMAIN THE 
SAME UNLESS NOTED OTHERWISE. PROVIDED ADDITIONAL 
CONDUIT, WIRING, ETC. AS NEEDED.

ELECTRICAL NOTES

1 TIE INTO EXISTING LIGHTING CIRCUIT IN THIS SPACE AHEAD OF SWITCH WITH 3#12 IN
1/2" CONDUIT. PROVIDE ADDITIONAL CONDUIT, WIRING, ETC. AS NEEDED.

2 CIRCUIT WITH LIGHTS IN THIS SPACE. COORDINATE SWITCHING WITH MECHANICAL.

3 THIS SPACE TO BE CONTROLLED BY CEILING MOUNTED VACANCY SENSOR - MANUAL
ON, AUTOMATIC OFF WITH LOW VOLTAGE OVERRIDE SWITCH. PLACEMENT, QUANTITY
AND TYPE TO BE DETERMINED BY MANUFACTURER. REFER TO ELECTRICAL
SPECIFICATION 26 09 23.

4 TIE INTO NEAREST AVAILABLE 120 VOLT POWER CIRCUIT IN THIS SPACE WITH 3 #12 IN
1/2" CONDUIT. PROVIDE ADDITIONAL CONDUIT, WIRING, ETC AS NEEDED.
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##LIGHTING NOTES

1 COORDINATE INSTALLATION REQUIREMENTS WITH EQUIPMENT PROVIDER PRIOR TO ROUGH-IN.

2 CIRCUIT AND SWITCH WITH LIGHTS IN THIS SPACE.

3 1/2" CONDUIT WITH DMX CABLING PER MANUFACTURES REQUIREMENTS TO DMX CONTROLLER.

4 VERIFY LOCATION WITH OWNER/ARCHITECT PRIOR TO INSTALLATION.

5 PROVIDE MOUNTING RACK AS NEEDED AND LOW VOLTAGE POWER CABLE AS REQUIRED PER
MANUFACTURE.

1/4" = 1'-0"    Refer to Architectural Drawings for All Dimensions
1

ENLARGED ELECTRICAL PLAN - BUILDING F (STAGE)

LIGHTING GENERAL NOTES:

1. NEW LIGHTS INDICATED ON THIS SHEET ARE TO BE TIED 
INTO EXISTING LIGHTING CIRCUIT WITH 3#12 IN 1/2" 
CONDUIT. SWITCHING ARRANGEMENT TO REMAIN THE 
SAME UNLESS NOTED OTHERWISE. PROVIDED ADDITIONAL 
CONDUIT, WIRING, ETC. AS NEEDED.
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##LIGHTING NOTES

1 COORDINATE MOUNTING OF LIGHT FIXTURES WITH MECHANICAL EQUIPMENT BEING INSTALLED IN
THIS SPACE.

2 THIS SPACE TO BE CONTROLLED BY CEILING MOUNTED OCCUPANCY SENSOR - AUTOMATIC ON,
AUTOMATIC OFF. PLACEMENT, QUANTITY AND TYPE TO BE DETERMINED BY MANUFACTURER.
REFER TO ELECTRICAL SPECIFICATION 26 09 23.

3 PROVIDE CONTINUOUS LIT CORNERS.

4 COORDINATE MOUNTING WITH TROPHY CASE PRIOR TO SHOP DRAWING PHASE OF PROJECT.

1/4" = 1'-0"    Refer to Architectural Drawings for All Dimensions
1

ENLARGED LIGHTING PLAN - BUILDING F (LOBBY ADDITION)

TIMECLOCK SCHEDULE

Panel Circuit Number Load Name Comments

GA 9 Ltg. (Exterior) 1,5

TIMECLOCK SCHEDULE NOTES:

1. ALL EXTERIOR LIGHTING SHALL BE SCHEDULED SUCH THAT IT 
COMPLIES WITH IECC 2021 SECTIONS C405.2.7.2 AND C405.2.7.3.

2. TIMECLOCK SHALL COMPLY WITH IECC 2021 SECTION 
C405.2.7.3.

3. CIRCUIT SHALL AUTOMATICALLY SHUT OFF FROM NO LATER 
THAN 1 HOUR AFTER BUSINESS CLOSING TO NO EARLIER THAN 
1 HOUR BEFORE BUSINESS OPENING.

4. OWNER HAS THE OPTION TO:
A. AUTOMATICALLY SHUT OFF CIRCUIT FROM NO LATER THAN 

MIDNIGHT TO NO EARLIER THAN 6 A.M.
B. AUTOMATICALLY SHUT OFF CIRCUIT FROM NO LATER THAN 

1 HOUR AFTER BUSINESS CLOSING TO NO EARLIER THAN 1 
HOUR BEFORE BUSINESS OPENING.

5. FIXTURES ON THIS CIRCUIT PROVIDED WITH INTEGRAL 
CONTROL OPTION.
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ELECTRICAL NOTES

1 COORDINATE MOUNTING HEIGHT/LOCATION WITH ARCHITECT/OWNER PRIOR TO
INSTALLATION.

2 RECONNECT ELECTRICAL EQUIPMENT ASSOCIATED WITH MOTORIZED
BLEACHERS. COORDINATE LOCATION/MOUNTING HEIGHT WITH
ARCHITECT/OWNER PRIOR TO RE-INSTALLATION. PROVIDE ADDITIONAL
CONDUIT, WIRING, ETC. AS NEEDED.

##

1/4" = 1'-0"    Refer to Architectural Drawings for All Dimensions
1

ENLARGED POWER AND SPECIAL SYSTEMS PLAN - BUILDING F (LOBBY ADDITION)

ELECTRICAL GENERAL NOTES:

1. ALL 15 AND 20 AMPERAGE, 125 AND 250 VOLT NONLOCKING TYPE RECEPTACLES SHALL  
BE LISTED TAMPER RESISTANT RECEPATCLES PER NEC 406.12.
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"PANEL NAME"

FED FROM

"PANEL NAME & CIRCUIT #"

"EQUIPMENT NAME"

FED FROM

"PANEL NAME & CIRCUIT #"

PANEL BOARD PLAQUE

STAINLESS STEEL SCREWS (TYP.)

NO. 305 - GROUND

ROD CLAMP

COPPER CLAD GROUND ROD

COPPER LIGHTNING

PROTECTION OR

GROUNDING

CONDUCTOR

HARGER: GAW910

OR EQUAL - TEST

WELL

G
RO

UND

MIN.
#4cu.

N

*

MIN.

3/4"X10'

GROUND ACCESS WELL WITH

COVER (MOUNTED FLUSH

WITH FINISHED GRADE) TYPE

HARGER GAW910 OR EQUAL.

BONDING JUMPER

GROUNDING ELECTRODE

CONDUCTOR. SIZED AS PER

N.E.C. TABLE 250.66

BUILDING ELECTRICAL

SYSTEM GROUND BUS

REFER TO DETAIL.

WHEN BUILDING STEEL IS NOT

AVAILABLE, CONTRACTOR TO

UTILIZE ELECTRODES PERMITTED

FOR GROUNDING AS PER NEC 250.52

CONCRETE ENCASED ELECTRODE 20'

OF #4 BARE Cu. CONDUCTOR OR 1/2"

OR LARGER ELECTRICALLY

CONDUCTIVE COATED STEEL

REINFORCING BARS OR RODS

BONDING JUMPER

BOLTED, RIVETED,

OR WELDED

BUILDING STEEL
SERVICE PANEL

GROUND ROD
6'-0"

MIN.

APART

6'-0"

MIN.

APART

1

12"

4

5

2

3

3.9"

ITEM

1

2

3
4
5

DESCRIPTION

GROUND BAR ERICO
EGBA 14412 RRT OR EQUILVALENT

WALL MTG BRACKET

INSULATOR
5/8-11x1" HHCS

WASHER

ITEM

1

2
3
4
5

DESCRIPTION

GROUND BAR ERICO

EGBA 14412 RRT OR EQUILVALENT

WALL MTG BRACKET
INSULATOR
5/8-11x1" HHCS
WASHER

1

12"

4

5

2

3

3.9"

NOTES:

1.) ALL GROUNDS AND
BONDING CONDUCTORS
SHALL BE LABELED WITHIN
4" OF TERMINATION OF
GROUNDING BAR.

GROUNDS SHALL NOT
SHARE THE SAME BUSBAR
TERMINATION OR LUG.

2.)

3.) ALL MATERIALS, DEVICES,
ETC. SALL BE U.L. LISTED.

PROVIDE A LABEL ON WALL
ABOVE GROUNDING BUSBAR
INDICATING "DO NOT
DISCONNECT".

4.)

FRONT VIEW

19" DATA RACK

GROUND
BAR

SIDE VIEW

3'-0"
MIN.

WALL

CABLE MANAGERS

DATA AND PHONE 48
PORT RJ45 MODULAR
PATCH PANEL (CAT. 6)

FIBER PATCH
PANEL

19"W x 84"H OPEN FRAME DUAL POST
DATA RACK WITH WIDE SELF
SUPPORTING BASE. EQUIPPED WITH
6"W x 84"H VERTICAL CABLE
MANAGERS DEDICATED TO EACH SIDE
OF EACH RACK.

SUPPORT RACK TO
FLOOR IN 4 LOCATIONS
WITH  ANCHOR BOLTS

120V 20 AMP DOUBLE
DUPLEX RACK MOUNTED (AT
REAR)

FINAL LAYOUT OF ALL PATCH PANELS
SHALL BE APPROVED BY ENGINEER.

NOTES:

1.)

#6 INSULATED
CONDUCTOR FASTENED
TO WALL

120V 20 AMP
DOUBLE DUPLEX
OUTLET MOUNTED AT
COMMUNICATION
BACKBOARD.

18" CABLE TRAY
(LADDER TYPE)

FASTEN GROUND
TO 19" RACK

FASTEN
CABLE TRAY
TO WALL
AND 19"
RACK FASTEN

CABLE TRAY
TO WALL
AND 19"
RACK

1/2" CONDUIT
WITH CONDUCTORS

GRADE

FRONT VIEW

LIGHT FIXTURE

CONDUIT
MOUNTING BOLTS
(SEAL PENETRATIONS)CANOPY

GRADE

SIDE VIEW

LIGHT FIXTURE
(SEE SCHEDULE)

CONDUIT AS SPECIFIED.
PROVIDE SUPPORT AS
PER NEC.

CANOPY
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PROJECT No.:

1304 Bertrand Dr. Suite F7, Lafayette, LA 70506
13201 Northwest Fwy. Ste 633, Houston, TX

(337)234-7474

Mechanical Contact:

Electrical Contact:
Email:

Email:
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ELECTRICAL SCHEDULE AND DETAILS
NO SCALE

NO SCALE
1 PANEL & EQUIPMENT SIGNAGE DETAIL

NO SCALE
2 GROUND ACCESS WELL DETAIL

NO SCALE
3 GROUNDING ELECTRODE SYSTEM AND

BUSBAR DETAIL NO SCALE
4 TYPICAL COMMUNICATIONS

GROUNDING BUSBAR DETAIL NO SCALE
5 BUILDING ELECTRICAL SYSTEM

GROUNDING BUSBAR DETAIL

NO SCALE
6 DATA RACK DETAIL

NO SCALE
7 CANOPY LIGHTING

1

LIGHTING FIXTURE SCHEDULE

TYPE MARK  DESCRIPTION WATTS

LAMP

VOLTS MANUFACTURER MODEL COMMENTSTYPE

<varies>

A2 2x4' RECESSED LED FLAT PANEL 26 LED 120/277 LITHONIA CPX 2X4 ALO8 80CRI SWW7 SWL MVOLT LUMEN OUTPUT TO BE SET TO 4000LM

A2E 2x4' RECESSED LED FLAT PANEL W/ EMERGENCY BATTERY PACK 26 LED 120/277 LITHONIA CPX 2X4 ALO8 80CRI SWW7 SWL MVOLT E10W LUMEN OUTPUT TO BE SET TO 4000LM

A3 2x4' RECESSED LED FLAT PANEL 36 LED 120/277 LITHONIA CPX 2X4 ALO8 80CRI SWW7 SWL MVOLT LUMEN OUTPUT TO BE SET TO 5000LM

A3E 2x4' RECESSED LED FLAT PANEL W /EMERGENCY BATTERY PACK 36 LED 120/277 LITHONIA CPX 2X4 ALO8 80CRI SWW7 SWL MVOLT E10W LUMEN OUTPUT TO BE SET TO 5000LM

A4 2x4' RECESSED LED FLAT PANEL 48 LED 120/277 LITHONIA CPX 2X4 ALO8 80CRI SWW7 SWL MVOLT LUMEN OUTPUT TO BE SET TO 6000LM

A4E 2x4' RECESSED LED FLAT PANEL W/ EMERGENCY BATTERY PACK 48 LED 120/277 LITHONIA CPX 2X4 ALO8 80CRI SWW7 SWL MVOLT E10W LUMEN OUTPUT TO BE SET TO 6000LM

B2 4' SURFACE MOUNTED LED FIXTURE 25 LED 120/277 LITHONIA BLWP4 30LM ADP MVOLT LP835

B3 3' WALL MOUNTED LED STRIP LIGHT 41 LED 120/277 PACO PUJAC * 3FL 30 8 35 MV FINISH TO BE SELECTED BY ARCHITECT

B4 4' WALL MOUNTED LED STRIP LIGHT 41 LED 120/277 PACO PUJAC * 4FL 30 8 35 MV FINISH TO BE SELECTED BY ARCHITECT

C4 4' SURFACE MOUNTED LED STRIP LIGHT 41 LED 120/277 LITHONIA ZL1D L48 5000LM FST MVOLT 35K 80CRI

CL LINEAR CANOPY LIGHT 18 LED 120/277 PACO PUCSW 2F S 20 8 40 MV * ND FINISH TO BE SELECTED BY ARCHITECT.

D 6" RECESSED LED DOWN LIGHT 15 LED 120/277 LITHONIA LDN6-35/15-LO6AR-LSS-MVOLT-GZ10

DE 6" RECESSED LED DOWN LIGHT W/ EMERGENCY BATTERY PACK 15 LED 120/277 LITHONIA LDN6-35/15-LO6AR-LSS-MVOLT-GZ10-E10WCP

E EMERGENCY WALL PACK W/ WIREGUARD 3 LED 120/277 EELP EM20-SD

E1 MULLION MOUNTED EMERGENCY LIGHT W /EMERGENCY BATTERY PACK 10 LED 120/277 EELP OMEL 10W EM W XX SD FINISH TO BE SELECTED BY ARCHITECT

HB 4' RGBWHIGH BAY W/4 LIGHT BARS (2 STATIC WHITE, 2 RGBW) 154 LED 120/277 LUX DYNAMICS L 2 S A 840 4 U10 DMX WP  4P10 PROVIDE MOUNTING ACCESSORIES AS NEEDED.

L 4' SURFACE MOUNT LED FIXTURE 40 LED 120/277 LITHONIA BLWP4 48LM ADP MVOLT EZ1 LP835

RL 32' LED RAMP HANDRAIL LIGHT 70 LED 120/277 ACOLYTE CHAS1 COLOR RB 0 SW265 2.2 40 FINISH TO BE SELECTED BY ARCHITECT. SEE LIGHTING PLANS FOR LENGTH.

RL2 6' LED STAIR HANDRAIL LIGHT 13 LED 120/277 ACOLYTE CHAS1 COLOR RB 0 SW265 2.2 40 FINISH TO BE SELECTED BY ARCHITECT. SEE LIGHTING PLANS FOR LENGTH.

S 1' SURFACE MOUNTED LED SOFFIT ACCENT LIGHT 15 LED 120/277 LITHONIA OLCFM 15 DDB

SDMX DMX CONTROLLER 0 N/A LV NLIGHT SNAPSHOT - NPWDMX PROVIDE ALL TERMINATIONS AND CABING PER MANUFACTURES RECOMENDATIONS AND MOUNTING HARDWARE FOR A COMPLETE SYSTEM.

SP8E 8' PENDANT MOUNTED LED DIRECT/INDIRECT FIXTURE W/ EMERGENCY BATTERY PACK 58 LED 120/277 MARK ARCHITECTURAL LIGHTING S4PIDMP CPP * 90T 80CRI 35K 600LMF I90CRI I35K I400LMF SCT MIN10 FLL MVOLT * E10WLCP FINISH TO BE SELECTED BY ARCHITECT. PROVIDE WITH CONTINUOUS LIT EDGES. SEE LIGHTING PLANS FOR LENGTH AND SHAPE.

SP12 12' PENDANT MOUNTED LED DIRECT/INDIRECT FIXTURE 87 LED 120/277 MARK ARCHITECTURAL LIGHTING S4PIDMP CPP * 90T 80CRI 35K 600LMF I90CRI I35K I400LMF SCT MIN10 FLL MVOLT * FINISH TO BE SELECTED BY ARCHITECT. PROVIDE WITH CONTINUOUS LIT EDGES. SEE LIGHTING PLANS FOR LENGTH AND SHAPE.

SP16E 16' PENDANT MOUNTED LED DIRECT/INDIRECT FIXTURE W/ EMERGENCY BATTERY PACK 116 LED 120/277 MARK ARCHITECTURAL LIGHTING S4PIDMP CPP * 90T 80CRI 35K 600LMF I90CRI I35K I400LMF SCT MIN10 FLL MVOLT * E10WLCP FINISH TO BE SELECTED BY ARCHITECT. PROVIDE WITH CONTINUOUS LIT EDGES. SEE LIGHTING PLANS FOR LENGTH AND SHAPE.

SS TOUCH SCREEN WALL SWITCH 0 N/A LV NLIGHT NTS7IN * FINISH TO BE SELECTEED BY ARCHITECT. PROVIDE MINIMUM OF 2 HOURS ON SITE MANUFACTURE REPRESENTATIVE TRAINING.

ST PENDANT MOUNTED LED STAGE TRACK 0 N/A N/A JUNO T 12FT XX FINISH TO BE SELECTED BY ARCHITECT. PROVIDE MOUNTING HARDWARE, ACCESSORIES, ETC. AS NEEDED.

STL TRACK LIGHT 42 LED 120/277 JUNO T245L G2 40K 80CRI PDIM NFL XX FINISH BY ARCHITECT. PROVIDE MOUNTING HARWARE, ACCESSSORIES AS NEEDED.

TCL LED TROPHY CASE LIGHT 12 LED 120/277 ACOLYTE CHAS1 FINISH TO BE SELECTED BY ARCHITECT. COORDINATE LENGTH WITH ARCHITECT.

X1 SINGLE FACE EXIT LIGHT 2 LED 120/277 LITHONIA LE S W 1 R EL N SD UNIVERSAL MOUNT

X1VR SINGLE FACE EXIT LIGHT WITH VANDAL RESISTANT SHIELD 2 LED 120/277 LITHONIA LE S W I R ELN SD VR UNIVERSAL MOUNT.
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1304 Bertrand Dr. Suite F7, Lafayette, LA 70506
13201 Northwest Fwy. Ste 633, Houston, TX

(337)234-7474

Mechanical Contact:

Electrical Contact:
Email:
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ELECTRICAL PANEL SCHEDULES
NO SCALE

1.     VERIFY BREAKER SIZE PER EQUIPMENT MANUFACTURER'S RECOMMENDED NAME PLATE RATING PRIOR TO SHOP DRAWINGS PHASE OF PROJECT.
2.     CIRCUIT VIA _ POLE LIGHTING CONTACTOR. CONTROL WITH (2) CIRCUIT INTERMATIC OR EQUAL ASTRONOMICAL TIME CLOCK WITH BATTERY BACKUP
AND PHOTOCELL. PHOTOCELL "ON" TIME CLOCK "OFF".
3.     PROVIDE GFCI PROTECTED CIRCUIT BREAKER.
4.     CONDUIT, WIRE, AND BREAKER SIZE PER MANUFACTURER'S REQUIREMENTS.
5.     LABEL AS "MAIN SERVICE DISCONNECT".

Panel Schedule Notes: (Notes below do not necessarily appear in panel schedule)

Total Est. Demand: 38 A

Receptacles 6980 VA 100.00% 6980 VA Total Conn.: 37 A

Water Heater 4500 VA 100.00% 4500 VA Total Est. Demand: 14 kVA

Lighting 1207 VA 125.00% 1508 VA Total Conn. Load: 13 kVA

Motor 578 VA 100.00% 578 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 39 A 39 A 34 A

Total Load: 5 kVA 5 kVA 4 kVA

41 Space /1 -- -- -- 0 -- -- 20 A/1 Spare 42

39 Space /1 -- -- -- 0 -- -- 20 A/1 Spare 40

37 Space /1 -- -- -- 0 -- -- 20 A/1 Spare 38

35 Space /1 -- -- -- 0 -- -- 20 A/1 Spare 36

33 Space /1 -- -- -- 0 -- -- 20 A/1 Spare 34

31 Space /1 -- -- -- 0 -- -- 20 A/1 Spare 32

29 Space /1 -- -- -- 0 -- -- 20 A/1 Spare 30

27 Space /1 -- -- -- 0 -- -- 20 A/1 Spare 28

25 Space /1 -- -- -- 0 -- -- 20 A/1 Spare 26

23 CP-1 20 A/1 2#12, 1#12 1/2" 528 0 -- -- 20 A/1 Spare 24

21 Rec. (Elec) 20 A/1 2#12, 1#12 1/2" 360 1500 -- -- -- -- 22 --

19 Rec. (Concession) 20 A/1 2#12, 1#12 1/2" 180 1500 -- -- -- -- 20 --

3 17 Rec. (Ice Concession) 20 A/1 2#12, 1#12 1/2" 800 1500 1/2" 3#12, 1#12 20 A/3 WH-1 18 1

15 Rec. (Concession) 20 A/1 2#12, 1#12 1/2" 180 360 1/2" 2#12, 1#12 20 A/1 Rec. (Elec) 16

13 Rec. (Concession) 20 A/1 2#12, 1#12 1/2" 180 720 1/2" 2#12, 1#12 20 A/1 Rec. (Ramp & Entrance) 14

3 11 EWC (Lobby) 20 A/1 2#12, 1#12 1/2" 800 180 1/2" 2#12, 1#12 20 A/1 Rec. (Concession) 12

2 9 Ltg. (Exterior) 20 A/1 2#12, 1#12 1/2" 60 800 1/2" 2#12, 1#12 20 A/1 Rec. (Ref. Concession) 10 3

7 Rec. (Concession) 20 A/1 2#12, 1#12 1/2" 180 180 1/2" 2#12, 1#12 20 A/1 Rec. (Concession) 8

5 Chair Lift 20 A/1 2#12, 1#12 1/2" 50 180 1/2" 2#12, 1#12 20 A/1 Rec. (Concession) 6

3 Ltg. (Concession) 20 A/1 2#12, 1#12 1/2" 527 800 1/2" 2#12, 1#12 20 A/1 EWC (Lobby) 4 3

1 Ltg. (Lobby) 20 A/1 2#12, 1#12 1/2" 622 1080 1/2" 2#12, 1#12 20 A/1 Rec. (Lobby) 2

Notes # Circuit Description Breaker Wire C. A B C C. Wire Breaker Circuit Description # Notes

Verify proper working clearances per N.E.C. prior to installation.

General Schedule Notes:

Enclosure: Type 1 Wires: 4 Mains Rating: 125 A

Mounting: Surface Phases: 3 Mains Type: M.L.O.

Location: Volts: 120/208 Wye A.I.C. Rating: 42,000

Branch Panel: GA

1.     VERIFY BREAKER SIZE PER EQUIPMENT MANUFACTURER'S RECOMMENDED NAME PLATE RATING PRIOR TO SHOP DRAWINGS PHASE OF PROJECT.
2.     CIRCUIT VIA _ POLE LIGHTING CONTACTOR. CONTROL WITH (2) CIRCUIT INTERMATIC OR EQUAL ASTRONOMICAL TIME CLOCK WITH BATTERY BACKUP AND
PHOTOCELL. PHOTOCELL "ON" TIME CLOCK "OFF".
3.     PROVIDE GFCI PROTECTED CIRCUIT BREAKER.
4.     CONDUIT, WIRE, AND BREAKER SIZE PER MANUFACTURER'S REQUIREMENTS.
5.     LABEL AS "MAIN SERVICE DISCONNECT".

Panel Schedule Notes: (Notes below do not necissarily appear in panel schedule)

Receptacles 6980 VA 100.00% 6980 VA

Water Heater 4500 VA 100.00% 4500 VA Total Est. Demand: 212 A

Lighting 1207 VA 125.00% 1508 VA Total Conn.: 212 A

Motor 578 VA 100.00% 578 VA Total Est. Demand: 77 kVA

HVAC 63000 VA 100.00% 63000 VA Total Conn. Load: 76 kVA

Existing Load 0 VA 0.00% 0 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 214 A 214 A 209 A

Total Load: 26 kVA 26 kVA 25 kVA

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

-- 23 -- -- -- -- -- 0 0 -- -- -- -- -- 24 --

-- 21 -- -- -- -- -- 0 0 -- -- -- -- -- 22 --

19 Space 200 A/3 -- -- -- 0 0 -- -- -- 200 A/3 Space 20

-- 17 -- -- -- -- -- 0 0 -- -- -- -- -- 18 --

-- 15 -- -- -- -- -- 0 0 -- -- -- -- -- 16 --

13 Space 200 A/3 -- -- -- 0 0 4" 4#500, 1#3 1 400 A/3 Existing 400A  F.D.S. 14

-- 11 -- -- -- -- -- 21000 4038 -- -- -- -- -- 12 --

-- 9 -- -- -- -- -- 21000 4564 -- -- -- -- -- 10 --

1 7 RTU-1 200 A/3 1 4#3/0, 1#6 2 1/2" 21000 4624 2 1/2" 4#4/0, 1#4 1 225 A/3 Panel "GA" 8

-- 5 -- -- -- -- -- 0 0 -- -- -- -- -- 6 --

-- 3 -- -- -- -- -- 0 0 -- -- -- -- -- 4 --

1 Existing Panel "PA" 600 A/3 2 3#300, 1#1 3" 0 0 2 1/2' 3#4/0, 1#4 1 225 A/3 Existing Panel "AC1" 2

Notes # Circuit Description Breaker Sets Wire C. A B C C. Wire Sets Breaker Circuit Description # Notes

Verify proper working clearances per N.E.C. prior to installation.

General Schedule Notes:

Enclosure: Type 1 Wires: 4 Mains Rating: 800 A

Mounting: Surface Phases: 3 Mains Type: M.C.B.

Location: Volts: 120/208 Wye A.I.C. Rating: 65,000

Main Panel: GDP

Receptacles 6980 VA 100.00% 6980 VA

Water Heater 4500 VA 100.00% 4500 VA Total Est. Demand: 608 A

Lighting 1207 VA 125.00% 1508 VA Total Conn.: 528 A

Motor 578 VA 100.00% 578 VA Total Est. Demand: 219 kVA

HVAC 63000 VA 100.00% 63000 VA Total Conn. Load: 190 kVA

Existing Load 114000 VA 125.00% 142500 VA

Load Classification Connected Load Demand Factor Estimated Demand Service Totals

531 A 530 A 525 A

64 kVA 64 kVA 63 kVA

25038 38000

25561 38000

25622 38000

A B C

120/208V, 3-PHASE

LOAD SUMMARY
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(337)234-7474
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COMMUNICATIONS RISER
NO SCALE

COMMUNICATIONS
BACKBOARD

15/32" x LENGTH INDICATED ON 
PLANS x 8' INTERIOR B-C GRADE 
PINE SANDED PLYWOOD. PAINT 
WITH GREY, FIRE-RETARDANT PAINT

1/4" x 3.9" x 12"
COPPER BUS BAR

ACCESSIBLE CEILING

GRADE

3/4" C. W/ 1#4CU. TO 
SYSTEM GROUND

6"
MIN.

(TYP.)

18" A.F.F.
(OR AS NOTED)

1" CONDUIT WITH CABLE AS 
INDICATED

EXISTING
PANEL

"PA"

UTILITY POWER 
POLE

GRADE

ELECTRICAL RISER NOTES:

COORDINATE ALL ASPECTS OF SERVICE AND METERING WITH CLECO. 
ELECTRICAL CONTRACTOR TO PROVIDE UTILITY DISCONNECT(S), METERING 
C.T. CABINETS, AND UNISTRUT RACK(S) IN CONCRETE FOOTINGS AS NEEDED. 

REFER TO PANEL SCHEDULES FOR FEEDER SIZES, INSTALL PROPERLY SIZED 
NEUTRALS AND GROUNDING CONDUCTORS WITH ALL FEEDERS. 

3/0 C.U. GROUND IN 3/4" CONDUIT TO (3) 3/4"X10' COPPER CLAD GROUND 
RODS, BUILDING STEEL, AND CONCRETE REINFORCEMENT RODS. SEE 
DETAIL. 

THE CONTRACTOR SHALL LABEL THE MAIN SERVICE DISCONNECTING MEANS 
WITH THE MAXIMUM AVAILABLE FAULT CURRENT, AND IT SHALL BE LISTED ON 
THE DEVICE TO MEET THE REQUIREMENTS OF N.E.C. 110.24. THE LABELING 
SHALL BE ENGRAVED PLASTIC. THE MAXIMUM AVAILABLE FAULT CURRENT 
SHALL BE OBTAINED FROM THE ELECTRICAL UTILITY COMPANY FOR THE 
SECONDARY SIDE OF THE UTILITY TRANSFORMER. 

2 SETS OF 4" CONDUIT WITH WEATHERHEADS WITH 4#500 IN EACH.

CUT AND PATCH ROOF AS NEEDED. 

REMOVED EXISTING CONDUITS WITH WEATHERHEADS AND PATCH ROOF.

INTERCEPT EXISTING 2-3" CONDUITS.

INTERCEPT EXISTING 2 1/2" CONDUIT.

REMOVE GROUND TO NEUTRAL BOND.

MAINTAIN AN 8’-0" CLEARANCE FROM THE ROOF SURFACE PER NEC 230-24 
(A).
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COMMUNICATIONS RISER NOTES:

3/4" CONDUIT WITH 1 #4.

TWO (2) 2" CONDUITS. ONE (1) 2" CONDUIT SPARE WITH PULLSTRING. ONE (1) 
2" CONDUIT WITH 6 STRANDE MULTIMODE FIBER.

PROVIDE WALL MOUNTED RACK TO MOUNT EXISTING SWITCH. 
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EXISTING 400 AMP FUSED 
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