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MARY BIRD PERKINS
ALEXANDRIA EXPANSION

3516 NORTH BLVD STE. B
ALEXANDRIA, LOUISIANA 71301

Project Directory
PROJECT CONTACT PERSON(S)

OWNER

MARY BIRD PERKINS
CONTACT: KAILEY CARLOCK
4950 ESSEN LANE
BATON ROUGE, LOUISIANA 70809
PHONE: (225) 726-0896 (C)

OWNER'S CONSTRUCTION REPRESENTATIVE

CD MORGAN & ASSOCIATES, INC
CONTACT: JEFF AUGUSTINE
602 HECTOR CONNOLY RD
CARENCRO, LA 70520
PH: (337) 886-1280 (O)

ARCHITECT

CD MORGAN & ASSOCIATES, INC
CONTACT: JEFF AUGUSTINE
602 HECTOR CONNOLY RD
CARENCRO, LA 70520
PH: (337) 886-1280 (O)

MECHANICAL ENGINEER

CD MORGAN & ASSOCIATES, INC
CONTACT: CHRIS MORGAN
602 HECTOR CONNOLY RD
CARENCRO, LA 70520
PH: (337) 886-1280 (O)

ELECTRICAL ENGINEER

RME CONSULTANTS, LLC
CONTACT: RYAN MOORE
5713 SUPERIOR DR
BATON ROUGE, LA 70816
PH: (225) 936-0816 (C)

PROJECT SITE

ALEXANDRIA MALL

SOUTH MACARTHUR DRIVE

Vicinity Map

LOWE'S

MBP ALEXANDRIA
PROJECT    SITE

ZONING

CITY OF ALEXANDRIA - WITHIN CITY LIMITS

ZONING: C-2 COMMERCIAL DISTRICT, GENERAL

APPLICABLE CODES

NATIONAL ELECTRIC CODE - NFPA 70, 2020 ED.
INTERNATIONAL BUILDING CODE (IBC), 2021 ED.
STANDARD TYPES OF BUILDING  CONSTRUCTION - NFPA 220, 
LATEST ED.
INTERNATIONAL MECHANICAL CODE, 2021 ED.
INTERNATIONAL  PLUMBING CODE, 2021 WITH AMENDMENTS
LIFE SAFETY CODE (LSC) - NFPA 101, 2015 EDITION

BUILDING RISK CATEGORY

RISK CATEGORY - II
DEAD LOAD - AS DETERMINED BY  BUILDING SYSTEM MANF.
ROOF LIVE LOAD - 25 PSF
COLLATERAL LOAD - 6 PSF
SNOW LOAD:

GROUND SNOW LOAD - 11 PSF
EXPOSURE FACTOR - 1.0
THERMAL FACTOR - 1.0
ROOF SNOW LOAD - 11 PSF

WIND LOAD:
BASIC WIND SPEED - 109 MPH
EXPOSURE CATEGORY - B

SEISMIC LOAD:
SPECTRAL RESPONSE (PERIOD OF 0.2s) - 0.13

OCCUPANCY CLASSIFICATION

BUSINESS "MEDICAL OFFICE" (NFPA)
CONSTRUCTION TYPES

IBC -  V SPRINKLED
NFPA V (000)

BUILDING HEIGHT

ALLOWED 60 FT 
PROVIDED 25.5 FT

BUILDING AREA

ALLOWED 27,000 SF
PROVIDED 14,403 SF

EXIT EGRESS - BUSINESS

COMMON PATH OF TRAVEL 100 FT
DEAD END CORRIDOR 50 FT
MAX TRAVEL DISTANCE 300 FT

BUILDING OCCUPANCY COUNT:

BUSINESS (CLINICS/OFFICES/PHARMACY) 150 SQ FT/ 107
      (SECOND FLOOR OFFICES)   27

ASSEMBLY (WAITING) 15 SQ FT/     60
(SECOND FLOOR BREAK ROOM)   11

TOTAL BUILDING CAPACITY   205

PLUMBING REQUIREMENTS (PROVIDED / MIN. REQUIRED) 

BUSINESS

WATER CLOSETS (1 per 25 for first 50 and 1 per for remainder exceeding 50) - 9 PROVIDED / 6 REQUIRED

LAVATORIES (1 per 40 for the first 80 and 1 per 80 for remainder exceeding 80) - 9 PROVIDED / 4 REQUIRED

DRINKING FOUNTAINS (1 per 100) - 1* PROVIDED / 2 REQUIRED (PAIR OF HIGH/LOW ADA D.F. IN WAITING.
NOURISHMENT BAR IS AVAILABLE FOR PATIENTS/CLIENTS IN SUITE)

SERVICE SINK - 2 PROVIDED/2 REQUIRED (SINGLE OWNER/TENANT)

FIRE EXTINGUISHERS:

LIGHT HAZARD OCCUPANCY TYPE :

BUSINESS 1 PER 3,000 SQ FT WITH MAXIMUM TRAVEL DISTANCE 75' = 3 PROVIDED/2 REQUIRED
(RENOVATED SPACE ENTAILS 5,861 SQ FT.DUE TO LAYOUT/FUNCTION OF PLAN
AN ADDITIONAL UNIT IS PLACED WITHIN THE SECURED PHARMACY AREA)

Project Data



FIRE BARRIER
PROTECT

ALL OPENINGS

3" LETTERS STENCILED TO PARTITIONS ABOVE 
CEILING LINE; COLOR = "FIRE ENGINE RED"; PROVIDE 
AS SHOWN ON THE REFLECTED CEILING PLANS AND 
AS FIELD DIRECTED BY ARCHITECT.  REFER TO 
SPECS FOR PAINT INFORMATION.

TYPICALLY INDICATES FIRE 
BARRIER ON  REFLECTED CEILING 
PLAN

*
MULTIPLE PENETRATION SINGLE PENETRATION

TYPICALLY 1/2"
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PENETRATING ITEM 
(PIPE, CONDUIT, 
CABLE ETC.)
FLOOR SLAB

TYPICALLY 1/2"

CEILING OR SUB 
CEILING

FIRE RESISTANT JOINT SEALER

EXPANSION
JOINT FILLER

EXPANSION
JOINT FILLER

FIRE RESISTANT
JOINT SEALER

FIRE RESISTIVE WALL 
ASSEMBLY

MULTIPLE PENETRATION

SINGLE PENETRATION

PENETRATING ITEM (PIPE 
CONDUIT, CABLE, ETC.)
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FIRE RESISTANT JOINT SEALER

EXPANSION JOINT FILLER

EXPANSION JOINT FILLER
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SOAP DISPENSER
WHERE INDICATED

MOUNT MIRROR 40"
FROM FLOOR TO

REFLECTIVE SURFACE;
WHERE INDICATED; SIZE

AS INDICATED

LAVATORY

SINK 6 1/2"
DEEP MAX.

PROTECTIVE PIPE
WRAP

FINISHED FLOOR

1' - 0"
3' - 6"
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42" GRAB BAR

SANITARY NAPKIN
DISPOSAL; 
WHERE 
INDICATED

8"
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 - 

5"

TOILET PAPER 
ROLL HOUSING; 
WHERE 
INDICATED

PROTECTIVE PIPE
WRAP INSULATION
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 - 
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NOTE: MOUNTING OF ALL ACCESSORIES INDICATED SHALL
BE 40" MAX TO THE HIGHEST OPERABLE DEVICE OF MECHANISM, 
INCLUDING COIN SLOTS.

PROVIDE BLOCKING AS NECESSARY FOR FIXTURE
AND STABILITY.
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Project Standards
MDC004-24

Mary Bird Perkins
Alexandria Expansion

12/16/25

JWA

MBP

3516 North Blvd. Ste B
Alexandria, LA 71301

12" = 1'-0"1 Fire Barrier Sign Detail
1" = 1'-0"2 Firestop @ Floor

1" = 1'-0"3 Firestop at Wall

1/2" = 1'-0"4 Typ Drinking Fountain Plan
1/2" = 1'-0"5 Typ Drinking Fountain Profile

1/2" = 1'-0"6 Lavatory Heights
1/2" = 1'-0"7 Mirror and Lavatory

1/2" = 1'-0"8 Toilet Accessory Locations

No. Description Date
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S1.1 - 3 5/8" METAL STUD - 16" O.C. - 8" ABOVE CEILING
S1.2 - 6" METAL STUD - 16"O.C. - 8" ABOVE CEILING
S1.3 - 3 5/8" METAL STUD - 12" O.C. - TO STRUCTURE
S1.4 - 6" METAL STUD - 12" O.C. TO - STRUCTURE

(NOTE: S1.3 AND S1.4 ARE LISTED AS WOOD STUD.
BUILDING IS TYPE V CONSTRUCTION AND WOOD
OR METAL STUD SHALL BE CONTRACTOR'S OPTION.
S1.3 AND S1.4 FRAMING TYPES ONLY)

CEILING PER 
SCHEDULE

PARTITION TYPES - (NOT ALL TYPES ARE USED WITHIN PROJECT)

S3.1 - 3 5/8" METAL STUD W/ RC-1 CHANNEL -
16" O.C. - TO DECK - STC 54

S3.2 - 6" METAL STUD W/ RC-1 CHANNEL - 16" O.C. -
TO DECK - STC 54

S3.3 - 3 5/8" METAL STUD WITHOUT RC-1 CHANNEL -
16" O.C. - TO DECK - STC 48

S3.4 - 6" METAL STUD WITHOUT RC-1 CHANNEL -
16" O.C. - TO DECK - STC 48

S3.5 - 3 5/8" METAL STUD WITHOUT RC-1 CHANNEL -
16" O.C. - 8" ABOVE CEILING - STC 48

S3.6 - 6" METAL STUD WITHOUT RC-1 CHANNEL -
16"O.C. - 8" ABOVE CEILING - STC 48

S2.1 - 3 5/8" METAL STUD - 16" O.C. - 1 HR RATED TO DECK - UL U419
S2.2 - 6" METAL STUD - 16" O.C. - 1 HR RATED TO DECK - UL U419
S2.3 - 8" METAL STUD - 16" O.C. - 1 HR RATED TO DECK - UL U419
S2.7 - 3 5/8" METAL STUD - 16" O.C. - 1 HR RATED TO RATED SHAFT 

WALL CEILING

CEILING PER 
SCHEDULE

U
L 

U
41

9

S1 - TYPICAL METAL STUD S2 - 1 HOUR FIRE RATED METAL STUD S3 - SOUND RATED METAL STUD

S5.1 - 2.5" C-H STUD SHAFTWALL - 16" O.C. - 1 HOUR 
RATED TO DECK - UL U417

S5.2 - 3 5/8" C-H STUD SHAFTWALL - 16" O.C. - 1 HOUR 
RATED TO DECK - UL U417

S5.3 - 6" C-H STUD SHAFTWALL - 16" O.C. - 1 HOUR 
RATED TO DECK - UL U417

S5.4 - 2.5" C-H STUD SHAFTWALL - 16" O.C. - 2 HOUR 
RATED TO DECK - UL U417

S5.5 - 3 5/8" C-H STUD SHAFTWALL - 16" O.C. - 2 HOUR 
RATED TO DECK - UL U417

S5.6 - 6" C-H STUD SHAFTWALL - 16" O.C. - 2 HOUR 
RATED TO DECK - UL U417

1 
O

R
 2

  H
O

U
R

 S
H

AF
T 

W
AL

L 
-U

L 
U

41
5

S5 - SHAFT METAL STUD S6 - SINGLE SIDE GYPSUM METAL STUD
0'

 - 
8"

S6.1 - 2 1/2" METAL STUD SINGLE SIDED GYP. - 16" O.C. - 8" ABOVE CEILING
S6.2 - 2 1/2" METAL STUD SINGLE SIDED GYP. - 16" O.C. - TO DECK
S6.3 - 3 5/8" METAL STUD SINGLE SIDED GYP. - 16" O.C. - 8" ABOVE CEILING
S6.4 - 3 5/8" METAL STUD SINGLE SIDED GYP. - 16" O.C. - TO DECK
S6.5 - 6" METAL STUD SINGLE SIDED GYP. - 16" O.C. - 8" ABOVE CEILING
S6.6 - 6" METAL STUD SINGLE SIDED GYP. - 16"O.C. - TO DECK

S2.4 - 3 5/8" METAL STUD - 16" O.C. - 2 HR RATED TO DECK - UL U419
S2.5 - 6" METAL STUD - 16" O.C. - 2 HR RATED TO DECK - UL U419
S2.6 - 8" METAL STUD - 16" O.C. - 2 HR RATED TO DECK - UL U419

CEILING PER 
SCHEDULE

U
L 

U
41

9

S2 - 2 HOUR FIRE RATED METAL STUD

TRACK @HEAD 
DETAIL

TRACK @HEAD 
DETAIL

TRACK @HEAD 
DETAIL

PLAN VIEW PLAN VIEWPLAN VIEW

PLAN VIEW

PLAN VIEW PLAN VIEW

ROOF AND/OR FLOOR 
DECKING

PLAN VIEW

S4.1 - DOUBLE 3 5/8" METAL STUD - 16" O.C. - CHASE WALL
S4.2 - DOUBLE 3 5/8" METAL STUD - 16" O.C. W/ SOUND BLANKETS ON FACE AND 

SOUND BATTS INSULATION IN WALL - CHASE WALL
S4.3 - DOUBLE 3 5/8" METAL STUD - 16" O.C. W. RC-1 CHANNEL AND SOUND 

BATT INSULATIONS - CHASE WALL

CEILING PER 
SCHEDULE

S4 - CHASE WALL

U.N.O.

1' - 0"

TRACK @HEAD 
DETAIL

SIM.

SOUND WALL BLANKETS WHERE 
INDICATED IN  MECHANICAL 

DRAWINGS/SPECS

S9.1 - 3 5/8" METAL STUD - 16" O.C. - 1 HR RATED W/ 
RC-1 CHANNEL TO DECK - UL U451 - STC 54
S9.2 - 3 5/8" METAL STUD - 16" O.C. - 2 HR RATED W/ 
RC-1 CHANNEL TO DECK - UL U419 - STC 54
S9.3 - 6" METAL STUD - 16" O.C. - 1 HR RATED W/ RC-1 
CHANNEL TO DECK - UL U451 - STC 54
S9.4 - 6" METAL STUD - 16" O.C. - 2 HR RATED W/ RC-1 
CHANNEL TO DECK - UL U419 - STC 54

U
L 

U
45

1

S9 - FIRE RATED SOUND WALL

PLAN VIEW

PLAN VIEW

5/8" TYPE "X" GYPSUM WALLBOARD

METAL STUD FRAMING, SEE BELOW
PARTITION TYPE INFORMATION
FOR SIZE/SPACING5/8" TYPE "X" GYPSUM WALLBOARD

CONTINUOUS BEAD OF SEALANTCONTINUOUS BEAD OF SEALANT

CONTINUOUS BEAD OF SEALANT FIRE RESISTANT JOINT SEALER

SOUND ATTENUATION BLANKETS.
SEE BELOW FOR PARTITION TYPE

5/8" TYPE "X" GYPSUM WALLBOARD,
PROVIDE AS UL 419 REQUIRES
TO MEET RATING

FIRE RESISTANT JOINT SEALERFIRE RESISTANT JOINT SEALER

5/8" TYPE "X" GYPSUM WALLBOARD,
PROVIDE AS UL419 REQUIRES

TO MEET RATING

METAL STUD FRAMING, SEE BELOW
PARTITION TYPE INFORMATION

FOR SIZE/SPACING

5/8" TYPE "X" GYPSUM WALLBOARD,
TWO LAYERS, PROVIDE AS UL419

REQUIRES TO MEET RATING

METAL STUD FRAMING, SEE BELOW
PARTITION TYPE INFORMATION

FOR SIZE/SPACING

FIRE RESISTANT JOINT SEALER FIRE RESISTANT JOINT SEALER

5/8" TYPE "X" GYPSUM WALLBOARD,
TWO LAYERS, PROVIDE AS UL 419
REQUIRES TO MEET RATING

SOUND ATTENUATION BLANKETS.
SEE BELOW FOR PARTITION TYPE

CONTINUOUS BEAD OF SEALANTCONTINUOUS BEAD OF SEALANT

SOUND ATTENUATION BLANKETS.
SEE BELOW FOR PARTITION TYPE

METAL STUD FRAMING, SEE BELOW
PARTITION TYPE INFORMATION

FOR SIZE/SPACING

5/8" TYPE "X" GYPSUM WALLBOARD

5/8" TYPE "X" GYPSUM WALLBOARD

BRACE TO STRUCTURE
OR DECK AS REQUIRED

FIRE RESISTANT JOINT SEALER CONTINUOUS BEAD OF SEALANT CONTINUOUS BEAD OF SEALANT

SOUNDPROOFING INSULATION
BETWEEN STUD AND DECK

1/2" RC-1 RESILIENT CHANNEL
@24" O.C. SEE BELOW PARTITION

TYPE INFORMATION

SOUND ATTENUATION BLANKETS.
SEE BELOW FOR PARTITION TYPE

METAL STUD FRAMING, SEE BELOW
PARTITION TYPE INFORMATION
FOR SIZE/SPACING

1/2" RC-1 RESILIENT CHANNEL
@24" O.C. SEE BELOW PARTITION

TYPE INFORMATION

CONTINUOUS BEAD OF SEALANT CONTINUOUS BEAD OF SEALANT

FIRE RESISTANT JOINT SEALER

1" FIRE RESISTANT JOINT SEALER

5/8" TYPE "X" GYPSUM WALLBOARD

METAL C-H STUDS, SEE BELOW
PARTITION TYPE INFORMATION
FOR SIZE/SPACING

METAL "J" RUNNER

FIRE RESISTANT JOINT SEALERFIRE RESISTANT JOINT SEALER

5/8" TYPE "X" GYPSUM WALLBOARD,
PROVIDE AS UL415 REQUIRES

TO MEET RATING

CONTINUOUS BEAD OF SEALANT

5/8" TYPE "X" GYPSUM WALLBOARD

METAL STUD FRAMING, SEE BELOW
PARTITION TYPE INFORMATION
FOR SIZE/SPACING

CONTRACTOR HAS OPTION TO EXTEND STUDS
TO DECK WHERE STUD MANUFACTURER'S UNBRACED
HEIGHT IS NOT EXCEEDED OR BRACE METAL STUDS
WITH METAL STUD FRAMING @ 48" O.C. MAX. WHERE
STUDS TO NOT RETURN TO DECK AND/OR STUD
MANUFACTURER REQUIRES UNBRACED HEIGHT OF
WALL TO BE BRACED.

ROOF AND/OR FLOOR 
DECKING

CONTRACTOR HAS OPTION TO EXTEND STUDS
TO DECK WHERE STUD MANUFACTURER'S UNBRACED
HEIGHT IS NOT EXCEEDED OR BRACE METAL STUDS
WITH METAL STUD FRAMING @ 48" O.C. MAX. WHERE
STUDS TO NOT RETURN TO DECK AND/OR STUD
MANUFACTURER REQUIRES UNBRACED HEIGHT OF
WALL TO BE BRACED.

CEILING PER 
SCHEDULE

CEILING PER 
SCHEDULE

METAL STUD FRAMING, SEE BELOW
PARTITION TYPE INFORMATION
FOR SIZE/SPACING

FIRE RESISTANT JOINT SEALER FIRE RESISTANT JOINT SEALER

BLOCKING AS REQUIRED

SOUND ATTENUATION BLANKETS.
SEE BELOW FOR PARTITION TYPE

5/8" TYPE "X" GYPSUM WALLBOARD5/8" TYPE "X" GYPSUM WALLBOARD 5/8" TYPE "X" GYPSUM WALLBOARD

FIRE RESISTANT JOINT SEALER CONTINUOUS BEAD OF SEALANT FIRE RESISTANT JOINT SEALER

DECK OR RATED
CEILING WHERE
NOTED

DECK OR RATED
CEILING WHERE

NOTED

DECK OR RATED
CEILING WHERE

NOTED

NOTE: GC TO PROVIDE TEMPORARY DUST
AND DEBRIS CONTROL WALLS AS REQUIRED

TO ELIMINATE CONTAMINATION OF ADJACENT
OCCUPIED SPACES.
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3516 North Blvd. Ste B
Alexandria, LA 71301
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DOOR HALF LIGHT
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REQUIRED
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RV-1

DASHED LINE INDICATES
WC-1, FLOOR TO CEILING

LVT-1

LVT-2

SV-1

SV-2

PTF-1

FINISH KEY:

VCG-1 *

GRANITE HALF
WALL CAPS

VERIFY EXISTING FLOORING
LAYOUT/PATTERN AND MATCH
WHERE POSSIBLE. WHERE NOT
POSSIBLE, PROVIDE LOW PROFILE
TRANSITION STRIP

BLEND NEW FLOOR
INTO EXISTING

PROVIDE NOSING STRIPS

VERIFY FINAL EXTENT
AND LAYOUT WITH
ARCHITECT. @4'x4'

SCOPE OF WORK AS DEFINED
IN THESE DOCUMENTS DOES
NOT EXTEND PAST THIS LINE

WALLS TO BE REFINISHED PER
SCHEDULE IN THESE INFUSION

AREAS. SOME WALL SURFACES
MAY REQUIRE REPAIR. VERIFY

PRIOR TO BID.

SS-1

RV-1RV-1

*

*

Level 1
0' - 0"

3' - 0"

3'
 - 

0"
4'

 - 
0"

PAINTED HOLLOW
METAL FRAME

1/4" CLEAR GLASS

LUXURY VINYL TILE

ALUMINUM TRANSITION STRIP 
SCHLUTER - RENO-U OR EQUAL

CERAMIC TILE AS SPECIFIED

Level 1
0' - 0"

2'
 - 

6"
4'

 - 
0"

3' - 11 3/4"

RECESSED
ALUMINUM
FRAME

1/4" CLEAR
GLASS
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Door Schedule
Mark Type

Fire
Rating

Door Frame
CommentsWidth Height Material Finish Material Finish

102.1 D1 3' - 0" 7' - 0" Solid Core Painted Hollow Metal Painted Existing door, frame and hardware to remain. Repaint door and frame.
105.1 D1 3' - 8" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted
106.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted Existing door and fram
109.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted Use salvaged door frame.
110.1 D1 45 MIN. 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted Reuse existing frame as located
111.1 D1 45 MIN. 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted Access Control
114.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted Reuse existing frame as located
115.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted Reuse existing frame as located
116.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted Reuse existing frame as located
117.1 D3 3' - 6" 7' - 0" Cased Opening Cased Opening Hollow Metal Painted
121.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted
122.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted
123.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted
124.1 D1 45 MIN. 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted Use rated frame salvaged from prior Janitor's Closet
125.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted Reuse existing frame as located (Has closure prep)
126.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted
127.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted Use salvaged door frame. Access Control
127.2 D8 4' - 0" 4' - 0" Aluminum Powder Coated Aluminum Powder Coated Mortise Cylinder to be keyed by contractor
128.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted Use salvaged door frame.
129.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted Use salvaged door frame.
130.1 D1 3' - 0" 7' - 0" Solid Core Plastic Laminate Clad (L-3) Hollow Metal Painted Use salvaged door frame.
131.1 D5 6' - 0" 7' - 0" Aluminum Clear Annodized Aluminum Clear Annodized Stanley Clean Room 2000 Series sliding automatic entrance.
132.1 D6 3' - 0" 7' - 0" Aluminum Clear Annodized Aluminum Clear Annodized With Stanley M-Force Automatic Swing Door Operator with Clean Room Seals
133.1 D5 6' - 0" 7' - 0" Aluminum Clear Annodized Aluminum Clear Annodized Stanley Clean Room 2000 Series sliding automatic entrance.
134.1 D2 3' - 0" 7' - 0" Hollow Metal Painted Hollow Metal Painted Coordinate door location with sprinkler riser and drainage lines
EX-1 D7 6' - 0" 7' - 0" Aluminum Existing Aluminum Existing Provide Stanley M-Force Automatic Swing Door Operator - Verify power with Electrical

Drawings
EX-2 D2 3' - 0" 7' - 0" Hollow Metal Existing Hollow Metal Existing Existing door and frame. Badge access hardware to be added.
EX-3 D2 3' - 8" 7' - 0" Hollow Metal Existing Hollow Metal Existing Existing door and frame. Badge access hardware to be added.
EX-4 D6 3' - 0" 6' - 11 1/2" Aluminum Existing Aluminum Existing Existing door and frame. Badge access hardware to be added.

1/4" = 1'-0"
Door Type Legend

NUMBER NAME
FLOOR
FINISH

BASE
FINISH

CEILING
FINISH

WALL
FINISH NOTES

100 Infusion LVT-1 B-1 ACT-1 PT-1/WC-1 Blend in flooring and base with existing. Rework ceiling grid for addition. WC-1 per finish plan
101 Toilet LVT-1 Exist RB-1 Exist ACT-1 Exist PT-1 Exist No work in this area with exception of ceiling for HVAC
102 Toilet PTF-1 PTW-1 ACT-1 PT-1/PTW-1 Update interior finishes as noted to match newer Patient and Staff Toilets
103 Nourishment LVT-1 B-1 ACT-1 PT-1
104 SP Infusion LVT-2 B-1 ACT-1 WC-1
105 Private LVT-2 B-1 ACT-1 WC-1
106 Passage LVT-1 B-1 ACT-1 WC-1
107 P Infusion LVT-2 B-1 ACT-1 WC-1
108 Charging LVT-1 B-1 PT-3 PT-1/WC-1
109 Utility LVT-1 B-1 PT-3 PT-1 1-HR rated gyp bd ceiling - stair enclosure
110 Stair LVT-1 B-1 PT-3 PT-1 Provide stair nosing to match B-1 base color
111 Hazard Hold LVT-2 B-1 PT-3 PT-1 1-HR rated gyp bd walls and ceiling
112 Corridor LVT-1 B-1 ACT-1 PT-1
113 Nurse Station LVT-1 B-1 ACT-1 PT-1
114 Consult LVT-2 B-1 ACT-1 PT-1
115 Consult LVT-2 B-1 ACT-1 PT-1
116 Consult LVT-2 B-1 ACT-1 PT-1
117 Corridor LVT-1 B-1 ACT-1 PT-1 Blend/align LVT-1 with existing at cased opening.
118 Reception LVT-1 Exist RB-1 Exist ACT-1 Exist PT-1 Exist Blend/align LVT-1 with existing at pocket door.
119 Supply LVT-1 B-1 ACT-1 PT-1
120 Waiting LVT-1 Exist RB-1 Exist ACT-1 Exist PT-1 Exist Provide new base and wall construction tie in. Provide smooth and even transitions.
121 Dr Work LVT-2 B-1 ACT-1 PT-1
122 Patient PTF-1 PTW-1 ACT-1 PT-1/PTW-1 PTW wall finish per interior elevations
123 Storage LVT-2 B-1 ACT-1 PT-1
124 Janitor LVT-2 B-1 PT-3 PT-1/PTW-1 PTW wall finish at at mop sink. 1-HR rated gyp bd ceiling
125 Staff PTF-1 PTW-1 ACT-1 PT-1/PTW-1 PTW wall finish per interior elevations
126 Office LVT-2 B-1 ACT-1 PT-1
127 Pharmacy LVT-2 B-1 ACT-1 PT-1
128 Supply LVT-2 B-1 ACT-1 PT-1
129 Storage LVT-2 B-1 ACT-1 PT-1
130 HD Storage SV-1 B-2 ACT-2 PT-4/RV-1
131 HD (-) Clean SV-1 B-2 ACT-2 PT-4/RV-1
132 Ante Room SV-1 B-2 ACT-2 PT-4/SS
133 NHD (+) Clean LVT-1 B-2 ACT-2 PT-4/RV-1
134 Sprinkler N/A N/A N/A N/A Floor shall remain unfinished. Tape and float Gyp Bd walls

ABBREVIATIONS:

ACT-1 ACOUSTICAL CEILING TILE - Armstrong, Ultima, Standard white, 2' x 2' x 3/4", NRC 0.75, CAC 0.35, Prelude 15/16" Grid
ACT-2 ACOUSTICAL CEILING TILE - Armstrong, Ultima Health Zone #1935, gasketed "Armstrong Clean Room" grid with hold-down clips.
B-1 RUBBER BASE - Tarkett Johnson, Baseworks, Type TS Thermostat Rubber, 4" height, Fawn 80, Field formed interior and exterior corners.
B-2 HOMOGENEOUS SHEET VINYL, Integral flooring to wall base, 6" height, Field formed and seamed per associated flooring.
LVT-1 LUXURY VINYL TILE - Mannington, Spacia-Wood, Muted Oak (SS5W3312), 7.25" x 48", Random stagger (6" offset), 20 mil wear layer.
LVT-2 LUXURY VINYL TILE - Mannington, Abstract, Linen Weave (SS5A3800), 18" x 18", Verify layout with Arch, 20 mil wear layer.
L-1 HIGH PRESSURE LAMINATE - Wilsonart, Grey 1500-60, Matte finish. Cabinet bodies.
L-2 HIGH PRESSURE LAMINATE - Wilsonart, Classic Linen 4943-38, Velvet finish. Countertops (where noted as not granite)
L-3 HIGH PRESSURE LAMINATE - Wilsonart, Beigewood 7850-60, Matte finish. Doors
PT-1 PAINTED GYPSUM BOARD - Sherwin Williams, Panda White SW6147, Eggshell finish.
PT-2 PAINTED DOOR FRAMES - Sherwin Williams, Perfect Greige SW6073, Semi Gloss finish.
PT-3 PAINTED GYPSUM BOARD - Sherwin Williams, Ceiling White, Flat finish.
PT-4 PAINTED GYPSUM BOARD - Sherwin Williams, 2 Part Epoxy, Perfect Greige SW6073, Gloss finish.
PTF-1 PORCELAIN TILE, Daltile, Volume 1.0 KV, 64 Truffle, Matte finish, 12" x 24"
PTW-1 PORCELAIN TILE, Daltile, Industrial Park, Light Grey, Matte finish, 12" x 24"
RV-1 RIGID VINYL, Inpro, Palladium Rigid Sheet Wall Protection, White Sand 0103, Standard finish, 0.40 thickness, 4'-0" A.F.F.
SS-1 STAINLESS STEEL, Inpro, Stainless Steel Panel, 18-guage, type 304, No 4 satin finish.
SV-1 HOMOGENEOUS SHEET VINYL, Mannington, Biospec MD, Snowy Owl 15514, Standard finish, 6'-6" roll, welded seams.
SV-2 HOMOGENEOUS SHEET VINYL, Mannington, Biospec MD, Cherry Tomato, Standard finish, 6'-6" roll, welded seams.
WC-1 WALLCOVERING, Momentum, Vantage II, Wall Protection Verda, AVF03-814-ASP Stratus, Standard finish, 0.21 thickness,

54" wide - 20 oz/ly, Osnaburg backing, ASTM E84 Class A Flame Spread.
VCG-1 VINYL COLOR GUARD, Inpro, 150 High Impact surface mounted with retainer, White Sand 0103, Standard finish, 3" wing by 8'-0"

1/8" = 1'-0"4 Finish PLan

1/4" = 1'-0"2 Window Type - A

1

ROOM FINISH SCHEDULE

12" = 1'-0"3 CT to LVT

1/4" = 1'-0"1 Window Type - B

SIGNAGE NOTE:
ROOM AND DIRECTIONAL SIGNAGE TO BE PROVIDED
BY AND INSTALLED BY OWNER SELECTED SIGNAGE
COMPANY. ALL SIGNAGE SHALL COMPLY WITH
CURRENT ADA GUIDELINES AND REGULATIONS.

1.1 GLASS PRODUCTS

A. Annealed Float Glass:  ASTM C 1036, Type I (transparent flat glass),
Quality-Q3; of class indicated.

1. Locations: Typical non-insulated interior glazing conditions,
unless required to be safety glazing by Code.  

B. Fully Tempered Float Glass:  ASTM C 1048; Kind FT (fully tempered),
Condition A (uncoated) unless otherwise indicated, Type I, Class 1 (clear),
Quality-Q3.

1. Locations:  Typical non-insulated interior glazing locations required
to be clear safety glazing as required by Code or specifically
indicated to be safety glazing or tempered on the Drawings.  

a. Fabrication Process:  By horizontal (roller-hearth) process
with roll-wave distortion parallel to bottom edge of glass
as installed, unless otherwise indicated.

No. Description Date

NOTE: CONTRACTOR TO VERIFY ALL EXISTING DOORS/FRAMES AND HARDWARE SCHEDULED
TO BE REWORKED OR REPLACED FOR PROPER FIT/USE PRIOR TO BIDDING. ANY AND ALL ISSUES
SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT FOR CORRECTION VIA ADDENDUM
PRIOR TO BIDDING.



RATED EXIT STAIR

RATED EXIT STAIR

DEAD END

27' - 1 7/8"

100.5/175.5

76.5/112.5

91.5/166.5

48/134.5

61/92.5

EXISTING CLINIC SPACE (GRAY AREA)
NOT PART OF THIS PROJECT SCOPE

RENOVATED AREA
5,893 SQ FT
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Listings
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3516 North Blvd. Ste B
Alexandria, LA 71301

1" = 20'-0"1 Fire Safety Plan

DEAD END = 50' MAX (SPRINKLER SYSTEM)
TRAVEL TO EXIT = 300' MAX (SPRINKLER SYSTEM)

SHAFT WALL FOR PORTIONS OF STAIR ENCLOSURE
AND RATED CEILINGS AT HAZARD HOLDING AND JANITOR

No. Description Date
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STANDARD 1-HR RATED WALL ENCLOSURES WHERE
SHAFT WALL CONSTRUCTION IS NOT REQUIRED

No. Description Date
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EXISTING TRANSFORMER

EXISTING DUMPSTER

EXISTING LIGHT POLE

REMOVE EXISTING PARKING STRIPES

DRIVE /PASSAGE

A1.1
2

4' - 10" CENTER TO CENTER

6' - 0"

5 
1/

2"
5 

1/
2"

4'
 - 

11
"

EXISTING CONCRETE PAVING

PVC WOOD LOOK PRIVACY FENCE

MECHANICAL LATCH WITH 
PADLOCK SECURE OPTION

SWING GATE

HINGES

R
EC

O
M

M
EN

D
ED

2'
 - 

6"

5' - 5"

FOOTING PER MANF RECOMMENDATIONS

RECOMMENDED

10"

COORDINATE DRAIN
SPOUTS WITH DOOR
AND NEW FENCE

58" SWING GATE

CHILLER ON CONCRETE
HOUSEKEEPING PAD

EXISTING CONCRETE STOOP

BOILER ON
HOUSEKEEPING

SLAB

GAS METER

EXISTING ROOF DOWNSPOUT NEW 4" THICK, WWF REINFORCED CONCRETE
INFILL SLAB. SLOPE FROM BUILDING DOWN TO
EXISTING SITE PAVING TO DRAIN EXISTING ROOF
DOWNSPOUTS ACROSS AND TO EXISTING SITE PAVING

6' TALL PVC
PRIVACY FENCE

GENERATOR ON CONCRETE
HOUSEKEEPING PAD

M
IN

.

4'
 - 

0"

MIN

4' - 0"

6'
 - 

0"
6'

 - 
0"

7"

6' - 0" 36' - 0" 12' - 0"

6'
 - 

0"

EXISTING CONCRETE
PAVING TO REMAIN

4

A1.1

Sim
4

A1.1

Sim

4

A1.1

Sim

DRAINAGE CHANNELS

NOTE: COORDINATE FINAL EQUIPMENT LAYOUT WITH MANF.
EQUIPMENT SPECS, MEP ENGINEERS AND PROJECT ARCHITECT.

1' - 0" 2' - 0"

1'
 - 

0"

5"

6' - 0"  VERIFY WITH EQUIP. MANF

TYPICAL

2' - 0" 1' - 0"

O.C.

1' - 0"

NO 5 REINF BARS @12" O.C EACH WAY

6" SCH 40 PVC PIPE CUT IN HALF AND
RUNNING PERPENDICULAR TO LENGTH
OF HOUSEKEEPING PAD. CHANNELS
ARE MEANT TO ASSIST WITH RUNOFF
FROM ROOF DRAINS ACROSS YARD.
PROVIDE NUMBER AS REQUIRED FOR
A 2'-0" O.C. SPACING.

3,500 PSI  CONCRETE MIN, VERIFY WITH
EQUIPMENT MANF REQUIREMENTS

EXISTING CONCRETE PAVING

PIN NEW SLAB TO PAVING WITH 
#5 BENT BAR AT EACH  CORNER
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Site Plan
MDC004-24

Mary Bird Perkins
Alexandria Expansion
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3516 North Blvd. Ste B
Alexandria, LA 71301

1" = 20'-0"1 Site

NOTE:
SITE PLAN IS INTENDED TO BE A GRAPHIC REPRESENTATION OF THE SITE AND
CONSTRUCTED FROM AERIAL VIEW. OUTLINE OF THE BUILDING IS ACCURATE
AND BASED ON CURRENT PLANS. ALL SITE RELATED ITEMS ARE TO BE VERIFIED
BY CONTRACTOR ON SITE.

3/4" = 1'-0"3 Fencing Elevation

1/8" = 1'-0"2 Equipment Yard

No. Description Date

3/4" = 1'-0"4 Housekeeping Pad



E6

RELOCATE ROOF DRAIN

DEMO WALL SECTION FOR NEW DOOR

EXISTING DRAIN TO REMAIN

REMOVE EXISTING
DOOR FOR NEW
CASED OPENING

(CENTERED)

GRAY SHADED AREA SHOWS EXTENT OF
CURRENTLY OCCUPIED OFFICE SPACE.
CONFIRM AND SCHEDULE ALL ACCESS

TO THIS AREA FOR REQUIRED DEMO
AND/OR CONSTRUCTION. AREA IS A

MEDICAL OFFICE SPACE WITH CLIENTS
OBTAINING SENSITIVE MEDICAL TREATMENT.

NOTE:
VERIFY EXTENT OF PREVIOUS DEMOLITION
COMPLETED DUE TO ROOF RECONSTRUCTION
PROJECT. MANY FIXTURES, PIPING, AND
INFRASTRUCTURE HAS BEEN PREVIOUSLY REMOVED.
WALLS REMAINING AND TO BE CONSIDERED PART
OF NEW CONSTRUCTION WITHIN THIS PROJECT
SCOPE SHALL BE CLOSELY EXAMINED FOR INTEGRITY
AND USABILITY. IT WILL BE THE CONTRACTOR'S
RESPONSIBILITY TO CLOSELY EXAMINE ANY MATERIALS
(DOORS, FIXTURES AND/OR FRAMING) FOR SUITABLE
REUSE.  

DOOR TO REMAIN
HARDWARE UPGRADED

DOOR TO REMAIN
HARDWARE UPGRADED

DOORS TO REMAIN
HARDWARE UPGRADED

DOORS IN AREA HAVE BEEN REMOVED
BY OWNER. DOOR FRAMES REMAIN AND

ARE TO BE SALVAGED FOR POSSIBLE
REUSE. REFER TO NEW DOOR SCHEDULE.

PLUMBING FIXTURES AND MILLWORK HAVE
ALREADY BEEN REMOVED BY OWNER.
OWNER HAS SALVAGED FIXTURES FOR
REUSE. VERIFY WITH PLUMBING PLAN(S)

DOOR TO REMAIN
FINISH TO BE UPGRADED
PER SCHEDULE

DOOR TO REMAIN
HARDWARE UPGRADED
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3/16" = 1'-0"1 First Floor Demo Plan

No. Description Date
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109.1

EX-3

EX-2

127.2

1' - 1 1/4"

HOLD

6' - 2 1/2"

VOJ

15' - 7"

VOJ

6' - 0 1/2"

VO
J

15
' -

 5
"

H
O

LD

7'
 - 

5 
3/

4"

RED LINE INDICATES WALLS
THAT EXTEND TO UNDERSIDE
OF ROOF DECK FOR SECURITY.
EXTEND EXISTING WALLS AS
REQUIRED TO COMPLY

VERIFY SPACING TO ASSURE 4 EQ BAYS

5' - 0"

ALIGN

EX-1

A

132.1

EX-4

VERIFY LOCATION OF 
AED WITH OWNER

VERIFY LOCATION OF
AED WITH OWNER

VERIFY LOCATION OF 
AED WITH OWNER

8' - 0"

STEEL TUBE
HALF WALL
COLUMNS,

TYPICAL

EQUIPMENT RESPONSIBILITYITEM NO.

INFUSION CHAIRS OP - OIE1
ICE/WATER DISP. OP - CIE2

AED WITH
WALL BRACKET OP - CIE5

NUTRITION FRIDGE OP - OI

E3

S.S. MOP HOLDER
OP - CI

E4

S.S. TABLE
E6

PHARMACY MIRROR

E7

CI - CI
(ESCO) BSC 

E8

OP - CI
LAFW 

E9

OP - CI
(BAKER) BSC 

E10

OP - CI

E11
E12

WIRE SHELVING OP - OI

E13

BIOTECH FRIDGE OP - OI

E14

NUCLEUS OP - OI

PASS THRU CABINET E15 OP - CI

OP - OI
OP - OICLEAN ROOM BENCH

E16

CHAIR OP - OI
DESK OP - OI

E17
E18

F.F.E.  LEGEND

OP - OI
OP - CI (OWNER PROVIDED - CONTRACTOR INSTALLED)

(OWNER PROVIDED - OWNER INSTALLED)

E1

E1

E1

E1

E1 E1

E1

E1

E1

E3

E3 E3 E3

E3

E3

E4

E4

E4

E4

E4

E4

E4 E4

E4

E4

E4 E4 E4

E4 E4

E4 E4

E4

E4

E4

E4

E4

E4

E4 E4 E4

CLEAN ROOM CHAIR OP - OI

E5

E5

E5

E10

E11

E13 E13

E12

E14

RELOCATED ROOF DOWNSPOUT
RE:  MECHANICAL PLAN

5' - 0"

5'
 - 

0"

Private
105

105.1

GURNEY OP - OIE19

E19

FE+

FE+

+F
E

E2 ICE/WATER DISP., ACCUCOLD COUNTERTOP
MODEL AIWD450

E5 AED - WALL HUNG WITH PROVIDED BRACKET,
BATTERY OPERATED/POWERED.

E10 ULINE MIRROR, H-11916, STANDARD 18Wx30Hx3/4"D
GALVANIZED STEEL BACK PLATE, THEFT-
RESISTANT MOUNTING BRACKET INCLUDED

E12 (ESCO) BSC 4FT - LAMINAR FLOW CABINET, AIRSTREAM
HORIZONTAL LAMINAR FLOW CLEAN BENCHES,
MODEL NO LHS-4BS-F9

E13 (ESCO) LAMINAR FLOW 4FT - AIRSTREAM
HORIZONTAL LAMINAR FLOW CABINET

E14 (BAKER) BSC 4FT - STERILGARD E3, BIOSAFETY
CABINET, MODEL NO SG404

E15  CLEAR AIR PRODUCTS, PASS THRU, FULLY
WELDED BODY, STAINLESS STEEL,
CAP18WFB-SST-18Wx18Hx18D

POINT OF CARE OP - OIE20

OWNER PROVIDED EQUIPMENT
FOR CONTRACTOR TO INSTALL

TIE HOOD EXHAUST VENTS
INTO DUCTING. RE: MECH
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NOTE:
EXISTING ROOF IS A RECENTLY INSTALLED
TPO ROOF SYSTEM COMPLETED WITHIN THE
LAST YEAR. ROOFING CONTRACTOR WAS
AS FOLLOWS:

PREMIER SERVICE TEAM, LLC
9064 MAMMOTH AVENUE
BATON ROUGE, LA 70814
(225) 752-4965
(833) 509-6374
WWW.PSTBTR.COM
LA GC LICENSE NO. 59818
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3/8" = 1'-0"1 Pharmacy/Waiting
3/8" = 1'-0"2 Pharmacy

3/8" = 1'-0"3 Pharmacy

3/8" = 1'-0"4 Pharmacy
3/8" = 1'-0"5 Pharmacy

3/8" = 1'-0"6 Pharmacy

3/8" = 1'-0"7 Pharmacy
3/8" = 1'-0"8 Staff Toilet

3/8" = 1'-0"9 Staff Toilet
3/8" = 1'-0"10 Staff Toilet

3/8" = 1'-0"12 Patient Toilet
3/8" = 1'-0"13 Patient Toilet

3/8" = 1'-0"14 Patient Toilet
3/8" = 1'-0"11 Janitor

NOTE: CABINET BODIES SHALL BE
(L-1) HIGH PRESSURE LAMINATE,
Wilsonart, Grey 1500-60, Matte finish.

EXISTING GRANITE COUNTERTOPS
ARE "DALLAS WHITE-3CM" AND WERE
RECENTLY PURCHASED FROM M&M
GRANITE QUARTZ AND MARBLE
1009 PEARL DR, BOSSIER CITY, LA
71111. (318) 549-9000

No. Description Date

NOTE: PAPER TOWEL HOLDERS, SOAP DISPENSERS AND TOILET PAPER DISPENSERS SHALL BE OWNER PROVIDED AND CONTRACTOR INSTALLED
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3/8" = 1'-0"5 Charging
3/8" = 1'-0"6 Private Hand Wash

3/8" = 1'-0"8 Infusion Work Area
3/8" = 1'-0"9 Infusion Work Area

3/8" = 1'-0"10 Infusion Bay
3/8" = 1'-0"11 Infusion Bay

3/8" = 1'-0"1 Consult Nurse Desk
3/8" = 1'-0"2 Consult Nurse Desk

3/8" = 1'-0"3 Consult Nurse Desk

3/8" = 1'-0"4 Consult Nurse Desk

3/8" = 1'-0"12 Nourishment
3/8" = 1'-0"13 Nourishment

3/8" = 1'-0"7 Private

6" = 1'-0"15 Stainless Steel Edge Trim
6" = 1'-0"14 Stainless Steel Joint Trim

6" = 1'-0"16 Solid Colored Top Cap
6" = 1'-0"17 Solid Colored Inside Corner

6" = 1'-0"18 Solid Color Divider Bar

6" = 1'-0"19 Corner Guard

NOTE: CABINET BODIES SHALL BE
(L-1) HIGH PRESSURE LAMINATE,
Wilsonart, Grey 1500-60, Matte finish.

EXISTING GRANITE COUNTERTOPS
ARE "DALLAS WHITE-3CM" AND WERE
RECENTLY PURCHASED FROM M&M
GRANITE QUARTZ AND MARBLE
1009 PEARL DR, BOSSIER CITY, LA
71111. (318) 549-9000

No. Description Date

NOTE: PAPER TOWEL HOLDERS, SOAP DISPENSERS AND TOILET PAPER DISPENSERS SHALL BE OWNER PROVIDED AND CONTRACTOR INSTALLED
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Interior Details
MDC004-24

Mary Bird Perkins
Alexandria Expansion

12/16/25

JWA

MBP

3516 North Blvd. Ste B
Alexandria, LA 71301

1" = 1'-0"1 MW - Std Base - Door
1" = 1'-0"2 MW - Std Base - Drwrs

1" = 1'-0"3 MW - Sink Base

1" = 1'-0"6 MW - Std Knee w Key
1" = 1'-0"7 MW - Std Knee at Recept

1" = 1'-0"4 MW - Std Wall Cab

1" = 1'-0"8 MW - Open Wall Cab

1" = 1'-0"5 MW - Std Knee at Nurse Station

1" = 1'-0"9 MW - Full Cabinet w Dwrs
1" = 1'-0"10 MW - Full Shelving Unit

1" = 1'-0"12 MW - Pharmacy Island
1" = 1'-0"11 Half Wall

NOTE: CABINET BODIES SHALL BE
(L-1) HIGH PRESSURE LAMINATE,
Wilsonart, Grey 1500-60, Matte finish.

EXISTING GRANITE COUNTERTOPS
ARE "DALLAS WHITE-3CM" AND WERE
RECENTLY PURCHASED FROM M&M
GRANITE QUARTZ AND MARBLE
1009 PEARL DR, BOSSIER CITY, LA
71111. (318) 549-9000

No. Description Date
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A. ALL WORK SHALL COMPLY WITH LOCAL STATE AND FEDERAL CODES TO SATISFACTION OF CODE AUTHORITIES HAVING ALL WORK SHALL COMPLY WITH LOCAL STATE AND FEDERAL CODES TO SATISFACTION OF CODE AUTHORITIES HAVING JURISDICTION. B. REFER TO ARCHITECTURAL DRAWINGS FOR PHASING, FLOOR FINISHES, AND WALL FINISHES. REFER TO ARCHITECTURAL DRAWINGS FOR PHASING, FLOOR FINISHES, AND WALL FINISHES. C. ALL SINKS AND AND LAVATORIES SHALL BE PIPED SUCH THAT HOT SUPPLY IS ON LEFT AND COLD SUPPLY IS ON ALL SINKS AND AND LAVATORIES SHALL BE PIPED SUCH THAT HOT SUPPLY IS ON LEFT AND COLD SUPPLY IS ON RIGHT ORIENTATION. D. CONTRACTOR SHALL VERIFY ALL INVERTS PRIOR TO DEMOLITION. CONTRACTOR SHALL VERIFY EXACT SANITARY SEWER CONTRACTOR SHALL VERIFY ALL INVERTS PRIOR TO DEMOLITION. CONTRACTOR SHALL VERIFY EXACT SANITARY SEWER ROUTING PRIOR TO SAW CUTTING AND INSTALLATION OF ALL NEW PIPING OR FIXTURES.  E. FURNISH AND INSTALL ALL EQUIPMENT/ PLUMBING FIXTURES AS INDICATED BY THIS DRAWING. CONTRACTOR SHALL FURNISH AND INSTALL ALL EQUIPMENT/ PLUMBING FIXTURES AS INDICATED BY THIS DRAWING. CONTRACTOR SHALL MAKE ALL FINAL CONNECTIONS AS REQUIRED. F. CONTRACTOR SHALL VERIFY THE EXISTING INVERTS OF ALL EXISTING SERVICES IN FIELD TO ASSURE THAT ALL PIPING CONTRACTOR SHALL VERIFY THE EXISTING INVERTS OF ALL EXISTING SERVICES IN FIELD TO ASSURE THAT ALL PIPING IS RUN AT THE PROPER SLOPE. INCLUDE THIS TIME IN LABOR AND MATERIALS.  G. COORDINATE ALL PLUMBING WITH OTHER TRADES. DUCTWORK, AND SPRINKLER ROUTING TAKES PRECEDENCE OVER COORDINATE ALL PLUMBING WITH OTHER TRADES. DUCTWORK, AND SPRINKLER ROUTING TAKES PRECEDENCE OVER PLUMBING. MAKE OFFSETS AS REQUIRED. INCLUDE ALL OFFSETS IN YOUR LABOR AND MATERIALS PRICE.  H. CONTRACTOR SHALL COORDINATE SPACE REQUIREMENTS AND SERVICE CLEARANCES FOR ALL EQUIPMENT PRIOR TO CONTRACTOR SHALL COORDINATE SPACE REQUIREMENTS AND SERVICE CLEARANCES FOR ALL EQUIPMENT PRIOR TO SUBMITTING SHOP DRAWINGS. I. CONTRACTOR SHALL PROVIDE ZONE VALVES ON ALL DOMESTIC WATER LINES THAT TAP OFF OF MAIN LINE (HOT AND CONTRACTOR SHALL PROVIDE ZONE VALVES ON ALL DOMESTIC WATER LINES THAT TAP OFF OF MAIN LINE (HOT AND COLD PIPING). J. CONTRACTOR SHALL FURNISH AND INSTALL BALL VALVES ABOVE CEILING ON HOT AND COLD BRANCH LINES TO CONTRACTOR SHALL FURNISH AND INSTALL BALL VALVES ABOVE CEILING ON HOT AND COLD BRANCH LINES TO EVERY FIXTURE FOR ISOLATION PURPOSES.  K. ALL NEW PLUMBING FIXTURES ON THIS DRAWING SHALL NOT EXCEED A 110 F HOT WATER TEMPERATURE UNLESS ALL NEW PLUMBING FIXTURES ON THIS DRAWING SHALL NOT EXCEED A 110°F HOT WATER TEMPERATURE UNLESSOTHERWISE NOTED. L. PLUMBING CONTRACTOR SHALL INSTALL ANTI-SIPHON DIVICES, BACK FLOW PREVENTERS AND CUTOFF VALVES ON ALL PLUMBING CONTRACTOR SHALL INSTALL ANTI-SIPHON DIVICES, BACK FLOW PREVENTERS AND CUTOFF VALVES ON ALL HOT AND COLD DOMESTIC WATER LINES BEFORE FINAL CONNECTIONS TO ALL FIXTURES. M. PLUMBING CONTRACTOR SHALL FURNISH AND INSTALL DOMESTIC HOT WATER BALANCING COCK VALVES AS REQUIRED.  PLUMBING CONTRACTOR SHALL FURNISH AND INSTALL DOMESTIC HOT WATER BALANCING COCK VALVES AS REQUIRED.  N. ALL HOT WATER RETURN SHALL BE BALANCED WITH AUTO FLOW OR EQUAL. CONTRACTOR SHALL VERIFY IMMEDIATE ALL HOT WATER RETURN SHALL BE BALANCED WITH AUTO FLOW OR EQUAL. CONTRACTOR SHALL VERIFY IMMEDIATE HOT WATER AT ALL FIXTURES AND SHALL RE-BALANCE AS MANY TIMES AS NECESSARY TO ACHIEVE THIS. CONTRACTOR MUST BALANCE EXISTING DOMESTIC HOT WATER RETURN WHICH HAS BEEN ALTERED DUE TO CONSTRUCTION. O. PLUMBING CONTRACTOR SHALL INSULATE ALL DOMESTIC COLD, HOT, AND HOT WATER RETURN PIPING WITH 1" PLUMBING CONTRACTOR SHALL INSULATE ALL DOMESTIC COLD, HOT, AND HOT WATER RETURN PIPING WITH 1" NEOPRENE. P. ALL SANITARY SEWER AND VENT PIPING SHALL BE NO HUB CAST IRON ABOVE SLAB, BELOW SLAB SHALL BE SCH 40 ALL SANITARY SEWER AND VENT PIPING SHALL BE NO HUB CAST IRON ABOVE SLAB, BELOW SLAB SHALL BE SCH 40 DWV PVC. Q. PLUMBING CONTRACTOR SHALL RUN ALL DOMESTIC HOT WATER SUPPLY/RETURN AND COLD WATER PIPING ABOVE PLUMBING CONTRACTOR SHALL RUN ALL DOMESTIC HOT WATER SUPPLY/RETURN AND COLD WATER PIPING ABOVE CEILING, UNLESS OTHERWISE NOTED. CONTRACTOR SHALL VERIFY ROUTING PRIOR TO CONSTRUCTION. MAKE OFFSETS AS REQUIRED (VERIFY ON JOB). R. VERIFY CONNECTION POINT OF ALL TRADES. INCLUDE THIS TIME IN LABOR AND MATERIALS TO DO THIS. VERIFY CONNECTION POINT OF ALL TRADES. INCLUDE THIS TIME IN LABOR AND MATERIALS TO DO THIS. 
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1. HDPE BOX WITH 1/2" BRASS SHUT OFF VALVE IN WALL BEHIND OWNER FURNISHED CONTRACTOR INSTALLED ICE MAKER. HDPE BOX WITH 1/2" BRASS SHUT OFF VALVE IN WALL BEHIND OWNER FURNISHED CONTRACTOR INSTALLED ICE MAKER. 2. FURNISH AND INSTALL DOMESTIC HOT WATER CIRCULATING PUMP ON WALL WITH EXPANSION TANK.. SEE PLUMBING FURNISH AND INSTALL DOMESTIC HOT WATER CIRCULATING PUMP ON WALL WITH EXPANSION TANK.. SEE PLUMBING SCHEDULE FOR SPECIFICATION AND INSTALL AS PER MANUFACTURES RECOMMENDATIONS. (SEE DETAIL 33 AND 36 ON SHEET M-9). 3. WATER HEATER RELIEF LINE TO RUN THROUGH EXTERIOR WALL., INSULATE WITH 1" NEOPRENE. TERMINATE OUTSIDE WATER HEATER RELIEF LINE TO RUN THROUGH EXTERIOR WALL., INSULATE WITH 1" NEOPRENE. TERMINATE OUTSIDE BUILDING WITH TURNED DOWN ELBOW. 4. SEE SHEET M-3 FOR CONTINUATION. SEE SHEET M-3 FOR CONTINUATION. 5. EXISTING WATER HEATER TO BE CONTRACTOR INSTALLED. EXISTING WATER HEATER TO BE CONTRACTOR INSTALLED. 6. CONNECT TO EXISTING 3/4" WATER SUPPLY IN THIS VICINITY. CONNECT TO EXISTING 3/4" WATER SUPPLY IN THIS VICINITY. 7. FURNISH AND INSTALL INSTANTANEOUS WATER HEATER (WH-2) FULLY INSULATE ALL HOT WATER PIPE WITH 1/2" FURNISH AND INSTALL INSTANTANEOUS WATER HEATER (WH-2) FULLY INSULATE ALL HOT WATER PIPE WITH 1/2" ARMAFLEX. 8. 1" MAKEUP WATER FOR CHILLER. 1" MAKEUP WATER FOR CHILLER. 9. 1" MAKEUP WATER FOR BOILER. 1" MAKEUP WATER FOR BOILER. 10. STAINLESS STEEL HAWS BOWL TYPE EYE/FACE WASH MODEL 7778B WITH TEMPERING VALVE MOUNTED ON EXPOSED STAINLESS STEEL HAWS BOWL TYPE EYE/FACE WASH MODEL 7778B WITH TEMPERING VALVE MOUNTED ON EXPOSED WALL.
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WALL HUNG LAVATORY MARKED (L-1): FURNISH AND INSTALL NEW SINGLE HOLE, SINGLE HANDLE, ADA, CHROME MOEN FAUCET MODEL # 6400 OR APPROVED EQUIVALENT ONTO EXISTING OWNER FURNISHED WALL HUNG LAVATORIES. WALL HUNG LAVATORY MARKED (L-2): FURNISH AND INSTALL EW-2 ONTO EXISTING OWNER FURNISHED WALL HUNG LAVATORIES. SINGLE BOWL SINK MARKED (SK-1): ELKAY MODEL CHSB1716C (WALL MOUNT) WITH #20 GAUGE, TYPE 304 STAINLESS STEEL, 6" DEEP SINGLE BOWL B-1142-WH4 T&S BRASS/786-E3 CHICAGO DECK MOUNT SINK FAUCET WITH 6" GOOSENECK SWING SPOUT, 4" FAUCET HOLE CENTERS, 4" WRIST BLADE HANDLES, AND STANDARD CONTROL AERATOR. FURNISH AND INSTALL NEW EYEWASH STATION (EW-1). PROVIDE P-TRAP AND LOOSE-KEY ANGLE STOPS AS NEEDED TO COMPLETE INSTALLATION. SINGLE BOWL SINK MARKED (SK-2): ELKAY MODEL ECTRU17179T (UNDER MOUNT) JUST SELF-RIMMING SINK WITH #18 GAUGE, TYPE 304 STAINLESS STEEL, 9" DEEP SINGLE BOWL B-1142-WH4 T&S BRASS/786-E3 CHICAGO DECK MOUNT SINK FAUCET WITH 6" GOOSENECK SWING SPOUT, 8" FAUCET HOLE CENTERS, 4" WRIST BLADE HANDLES, AND STANDARD CONTROL AERATOR. PROVIDE P-TRAP AND LOOSE-KEY ANGLE STOPS AS NEEDED TO COMPLETE INSTALLATION. SINGLE BOWL SINK MARKED (SK-3): ADVANCE TABCO HAND SINK MODEL *7-PS-18 (LARGE SINK BOWL 14"X16"X6") WITH STAINLESS STEEL BASKET DRAIN 1-1/2" IPS, FLUSH-TO-WALL UNIT, FOOT PEDAL VALVE FOR WATER OPERATION, INSTANTANEOUS HOT WATER HEATER (WH-2), AND EASY REMOVABLE PANEL TO ACCESS HIDDEN PLUMBING. FURNISHED AND INSTALLED FAUCET SHALL BE (EW-1). STAINLESS STEEL BASKET DRAIN 1-1/2" IPS, FLUSH-TO-WALL UNIT, FOOT PEDAL VALVE FOR WATER OPERATION, INSTANTANEOUS HOT WATER HEATER (WH-2), AND EASY REMOVABLE PANEL TO ACCESS HIDDEN PLUMBING. FURNISHED AND INSTALLED FAUCET SHALL BE (EW-1). , FOOT PEDAL VALVE FOR WATER OPERATION, INSTANTANEOUS HOT WATER HEATER (WH-2), AND EASY REMOVABLE PANEL TO ACCESS HIDDEN PLUMBING. FURNISHED AND INSTALLED FAUCET SHALL BE (EW-1). FOOT PEDAL VALVE FOR WATER OPERATION, INSTANTANEOUS HOT WATER HEATER (WH-2), AND EASY REMOVABLE PANEL TO ACCESS HIDDEN PLUMBING. FURNISHED AND INSTALLED FAUCET SHALL BE (EW-1). SINGLE BOWL SINK MARKED (SK-4) ELKAY MODEL ECTRU17179T (UNDER MOUNT) SELF-RIMMING SINK WITH #18 GAUGE, TYPE 304 STAINLESS STEEL, 9" DEEP SINGLE BOWL WITH (EW-2) DECK MOUNT SINK FAUCET WITH 8" GOOSENECK SWING SPOUT, SING FAUCET HOLE, 4" WRIST BLADE HANDLES, AND STANDARD CONTROL AERATOR. PROVIDE P-TRAP AND LOOSE-KEY ANGLE STOPS AS NEEDED TO COMPLETE INSTALLATION. FLOOR MOUNTED SERVICE SINK MARKED (SS-1): FIAT TERRAZZO TSBC1610 WITH STAINLESS STEEL CAPS ON THRESHOLDS ONLY. STANDARD DRAIN BODY CAST IN STAINLESS STEEL. FIAT STAINLESS STEEL STRAINER #1453BB. AMERICAN STANDARD EXPOSED YOKE WALL-MOUNT UTILITY FAUCET 8344.012.  WALL MOUNTED EYE WASH MARKED (EW-1): : HAWS MODEL 7778B WALL-MOUNTED EYE/FACE WASH SHALL INCLUDE A STAINLESS STEEL 11″ (27.9 CM) ROUND BOWL, AN AXION® MSR EYE/FACE WASH HEAD WITH INVERTED DIRECTIONAL LAMINAR FLOW WHICH ACHIEVES ZERO VERTICAL VELOCITY  SUPPLIED BY AN INTEGRAL 3.7 GPM FLOW CONTROL, AND TYPE 316 STAINLESS STEEL BALL VALVE EQUIPPED WITH STAINLESS STEEL BALL AND STEM. UNIT SHALL ALSO INCLUDE A TYPE (27.9 CM) ROUND BOWL, AN AXION® MSR EYE/FACE WASH HEAD WITH INVERTED DIRECTIONAL LAMINAR FLOW WHICH ACHIEVES ZERO VERTICAL VELOCITY  SUPPLIED BY AN INTEGRAL 3.7 GPM FLOW CONTROL, AND TYPE 316 STAINLESS STEEL BALL VALVE EQUIPPED WITH STAINLESS STEEL BALL AND STEM. UNIT SHALL ALSO INCLUDE A TYPE MSR EYE/FACE WASH HEAD WITH INVERTED DIRECTIONAL LAMINAR FLOW WHICH ACHIEVES ZERO VERTICAL VELOCITY  SUPPLIED BY AN INTEGRAL 3.7 GPM FLOW CONTROL, AND TYPE 316 STAINLESS STEEL BALL VALVE EQUIPPED WITH STAINLESS STEEL BALL AND STEM. UNIT SHALL ALSO INCLUDE A TYPE SUPPLIED BY AN INTEGRAL 3.7 GPM FLOW CONTROL, AND TYPE 316 STAINLESS STEEL BALL VALVE EQUIPPED WITH STAINLESS STEEL BALL AND STEM. UNIT SHALL ALSO INCLUDE A TYPE 304 STAINLESS STEEL IN-LINE 50 X 50 MESH WATER STRAINER AND WALL BRACKET, STAINLESS STEEL DUST COVER MODEL 9102, UNIVERSAL SIGN, 1/2″ NPT INLET, AND 1-1/4″ NPT WASTE. FIXTURE SHALL INCLUDE THERMOSTATIC MIXING VALVE MODEL 9201EW AXION® EMERGENCY TEMPERING VALVE THERMOSTATICALLY MIXES HOT AND COLD WATER TO PROVIDE A SAFE FLUID SUPPLY FOR A SINGLE EMERGENCY EYE/FACE WASH, WITH A NPT INLET, AND 1-1/4″ NPT WASTE. FIXTURE SHALL INCLUDE THERMOSTATIC MIXING VALVE MODEL 9201EW AXION® EMERGENCY TEMPERING VALVE THERMOSTATICALLY MIXES HOT AND COLD WATER TO PROVIDE A SAFE FLUID SUPPLY FOR A SINGLE EMERGENCY EYE/FACE WASH, WITH A NPT WASTE. FIXTURE SHALL INCLUDE THERMOSTATIC MIXING VALVE MODEL 9201EW AXION® EMERGENCY TEMPERING VALVE THERMOSTATICALLY MIXES HOT AND COLD WATER TO PROVIDE A SAFE FLUID SUPPLY FOR A SINGLE EMERGENCY EYE/FACE WASH, WITH A EMERGENCY TEMPERING VALVE THERMOSTATICALLY MIXES HOT AND COLD WATER TO PROVIDE A SAFE FLUID SUPPLY FOR A SINGLE EMERGENCY EYE/FACE WASH, WITH A FLOW RATE OF 10 GPM (38.8 L). EYE WASH MARKED (EW-2): : SPEAKMAN MODEL SEF-1850-4WH-8-TW FAUCET AND EYE WASH/FACE WASH WITH THERMOSTATIC MIXING VALVE MODEL SEF-TW. FURNISH AND INSTALL ALL NECESSARY ESCUTCHEONS. WATER CLOSET MARKED (WC-1): AMERICAN STANDARD MODEL 2989.101 VITREOUS CHINA FLOOR MOUNTED WATER CLOSET WITH ELONGATED BOWL, HIGH EFFICIENCY 1.28GPF, AND 17" RIM HEIGHT, UNIT COMES WITH SEAT, LID AND 3" FLUSH VALVE. COORDINATE FLUSH WITH GRAB BARS. COLOR SHALL BE WHITE. WATER CLOSET SHALL BE ADA COMPLIANT. WATER CLOSET MARKED (WC-2): AMERICAN STANDARD MODEL 2989.813 VITREOUS CHINA FLOOR MOUNTED WATER CLOSET WITH ELONGATED BOWL, HIGH EFFICIENCY 1.28GPF, AND 17" RIM HEIGHT. UNIT COMES WITH SEAT, LID AND 3" RIGHT HANDED FLUSH VALVE. COORDINATE FLUSH WITH GRAB BARS. COLOR SHALL BE WHITE. WATER CLOSET SHALL BE ADA COMPLIANT. WATER HEATER - MARKED (WH-1):  EXISTING WATER HEATER SEE MECHANICAL SCHEDULES SHEET M-10. WATER HEATER - MARKED (WH-2):  ADVANCE TABCO TANKLESS ELECTRIC WATER HEATER FOR HAND SINKS MODEL 7-PS-92, 120 VOLT, SINGLE-PHASE, RATED 3.0 KW AND 25 AMPS. UNIT SHALL PROVIDE AN UNLIMITED SUPPLY OF HOT WATER FROM ONE COLD WATER LINE WITH NO STORAGE TANK REQUIRED. ALL INTERNAL COMPONENTS SHALL INCLUDE SCALD-GUARD TEMPERATURE LIMITING TECHNOLOGY TO MAINTAIN OUTLET TEMPERATURE WITHIN SAFE LIMITS. UNIT TANKLESS ELECTRIC WATER HEATER FOR HAND SINKS MODEL 7-PS-92, 120 VOLT, SINGLE-PHASE, RATED 3.0 KW AND 25 AMPS. UNIT SHALL PROVIDE AN UNLIMITED SUPPLY OF HOT WATER FROM ONE COLD WATER LINE WITH NO STORAGE TANK REQUIRED. ALL INTERNAL COMPONENTS SHALL INCLUDE SCALD-GUARD TEMPERATURE LIMITING TECHNOLOGY TO MAINTAIN OUTLET TEMPERATURE WITHIN SAFE LIMITS. UNIT SHALL OPERATE AT MAXIMUM 150 PSI WORKING PRESSURE AND DELIVER 0.5 GPM WITH A 41°F TEMPERATURE RISE. PROVIDE MANUFACTURER-SUPPLIED FITTINGS AND FAUCET SUPPLY LINES. PROVIDE SINGLE SHUT-OFF VALVE FOR SERVICE. PROVIDE FACTORY-INSTALLED UNIT FOR FOOT-VALVE OR KNEE-VALVE HAND SINKS WITH PEDESTAL BASES. ADJUST COLD-WATER INLET VALVE OR MIXING VALVE AS REQUIRED TO ACHIEVE DESIRED TEMPERATURE. DOMESTIC WATER CIRCULATING PUMP (HWRP-1):  FURNISH AND INSTALL DOMESTIC WATER CIRCULATING PUMP WITH TIMER. PUMP SHALL BE TACO MODEL 110-24S STAINLESS STEEL CIRCULATOR RATED FOR 33 GPM @7.5' TDH. CIRCULATING SHALL BE EQUIVALENT TO FOLLOWING SPECIFICATIONS. FURNISH AND INSTALL AUTOMATIC TIMER AQUASTAT. INSTALL AS PER MANUFACTURES RECOMMENDATIONS. PUMP SHALL HAVE 1/12 HP @1725 RPM, 115/60/1 ELECTRICAL SERVICE. ELECTRICAL CHARACTERISTICS FOR TIMER AQUASTAT ARE 115/60/1, 16 AMPS @ 115 VOLTS. SEE DETAIL 4 AND 8 ON SHEET M2 FOR REFERENCE.  SEE DETAIL 4 AND 8 ON SHEET M2 FOR REFERENCE. FLOOR DRAIN MARKED (FD): WADE MODEL 1100-G CAST IRON FLOOR DRAIN BODY WITH FLANGE, SQUARE STRAINER, REVERSIBLE CLAMPING COLLAR, SEEPAGE OPENINGS, 1/2" PRIMER TAP WITH PLUG AND ADJUSTABLE TYPE "G" TOP ASSEMBLY CONNECTION OR APPROVED EQUIVALENT.  PRIMER TAP WITH PLUG AND ADJUSTABLE TYPE "G" TOP ASSEMBLY CONNECTION OR APPROVED EQUIVALENT.  FLOOR CLEAN OUT - MARKED (FCO-1):  ZURN-ZN-1400-NL CAST IRON BODY WITH ROUND VANDAL PROOF TOP.  HOSE BIB MARKED (HB-1): FREEZE PROOF WALL HYDRANT WADE MODEL 8600/ZURN Z1320 WITH HOSE CONNECTION, ANTI-SIPHON VACUUM BREAKERS, LOOSE KEY, BOX AND DOOR. 
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GENERAL ELECTRICAL NOTES: REFER TO ARCHITECTURAL REFLECTED CEILING PLAN FOR CEILING TYPES AND EXACT LOCATION OF ALL LIGHTING FIXTURES.  VERIFY CEILING TYPES WITH ARCHITECT PRIOR TO ORDERING LIGHTING FIXTURES AND ENSURE COMPATIBLE FIXTURE TRIMS AND MOUNTING HARDWARE. PROVIDE A GREEN INSULATED EQUIPMENT GROUNDING CONDUCTOR IN EACH RACEWAY.  GROUNDING CONDUCTOR SHALL BE SIZED IN ACCORDANCE WITH NATIONAL ELECTRICAL CODE ARTICLE 250 OR AS NOTED ON THE DRAWINGS. PROVIDE A SEPARATE NEUTRAL CONDUCTOR FOR EACH CIRCUIT REQUIRING A NEUTRAL CONDUCTOR.  DO NOT USE COMMON NEUTRAL CONDUCTORS FOR MULTIPLE SINGLE POLE CIRCUITS. ELECTRICAL BOXES INSTALLED IN U. L. RATED WALL ASSEMBLIES SHALL BE SEPARATED BY A MINIMUM OF 2'-0” FROM ANY OTHER ELECTRICAL BOX IN THE SAME WALL.  COMPLY WITH REQUIREMENTS FOR U.L ASSEMBLY AS REFERENCED ON ARCHITECTURAL DOCUMENTS. CONDUCTORS. CABLES, FIXTURE WHIPS AND WIRING NOT ENCLOSED IN METAL CONDUIT SHALL BE INDEPENDENTLY SUPPORTED FROM THE BUILDING STRUCTURE.  CONDUCTORS, CABLES, AND WIRING SHALL NOT BE DRAPED, STRAPPED, TAPED, OR ATTACHED BY ANY MEANS TO THE HANGER FOR OR EXTERIOR OF ANY PIPING, DUCT,  CONDUIT, RACEWAY, OR CEILING GRID AS A MEANS OF SUPPORT.  THIS INCLUDES EXISTING CONDUCTORS, CABLES, FIXTURE WHIPS AND WIRING NOT ENCLOSED IN METAL CONDUIT.  THE CONTRACTOR SHALL INSPECT EXISTING CONDITIONS AND CORRECT ANY ABOVE CEILING ISSUES STATED ABOVE.  THE CONTRACTOR SHALL COORDINATE WITH THE OWNER'S IT REPRESENTATIVE FOR LOW VOLTAGE WIRING ISSUES. ALL PENETRATIONS OF RATED ASSEMBLIES SHALL MAINTAIN THE INTEGRITY OF THE ASSEMBLY.  PROVIDE ALL NECESSARY MATERIALS TO SEAL PENETRATIONS TO COMPLY WITH U. L. ASSEMBLIES SHOWN ON ARCHITECTURAL DOCUMENTS.  COMPLY WITH SPECIFICATION DIVISION 07, SMOKE/FIRESTOPPING. NO MORE THAN ONE UNGROUNDED CURRENT CARRYING CONDUCTOR FROM EACH PHASE SHALL BE INSTALLED IN A SINGLE CONDUIT UNLESS OTHERWISE NOTED.  NEUTRALS SHALL NOT BE SHARED. PROVIDE CABLING BACKBOXES, CONDUITS, SLEEVES SUPPORTS, AND OTHER EQUIPMENT FOR TELECOMMUNICATIONS DEVICES.  CONDUIT STUB-UPS SHALL EXTEND TO THE NEAREST ACCESSIBLE CEILING (PREFERABLY THE CORRIDOR).  ALL ROUGH-INS IN WALLS COMMON TO THE CORRIDOR SHALL STUB-UP INTO THE CORRIDOR CEILING. THE TELEPHONE AND DATA NETWORK SLEEVES SHALL BE USED EXCLUSIVELY  FOR TELEPHONE AND DATA NETWORK CABLES AND SHALL NOT BE SHARED BY ANY OTHER SYSTEM OR WIRING. CABLING AND DEVICES SHALL BE BY OWNER.  THE CONTRACTOR SHALL REFER TO THE ARCHITECTURAL PLANS FOR FLOOR PLAN DIMENSIONS. DO NOT SCALE THESE DRAWINGS. THE LOCATION OF ALL WALL MOUNTED DEVICES, INCLUDING MOUNTING HEIGHTS, SHALL BE FIELD VERIFIED WITH THE ARCHITECT PRIOR TO INSTALLATION COORDINATE LOCATIONS OF ALL LIGHT FIXTURES WITH THE REFLECTED CEILING PLANS. LIGHT FIXTURES INSTALLED IN MECHANICAL AREAS SHALL AVOID MECHANICAL PIPING, EQUIPMENT, DUCTWORK, ETC.  THE ELECTRICAL CONTRACTOR SHALL COORDINATE ANY AND ALL WORK WITH OTHER TRADES INVOLVED IN THE PROJECT, PRIOR TO INSTALLATION OF ELEC. EQUIPMENT, SO AS TO AVOID CONFLICTS DURING CONSTRUCTION AND TO ALLOW FOR OPTIMUM MAINTENANCE AND WORKING SPACE.  WHERE BRANCH CIRCUIT TOTAL LENGTH IS GREATER THAN FIFTY (50) FEET FROM THE PANELBOARD, SEE VOLTAGE DROP SCHEDULE.  APPROVED WIRING METHODS DESCRIBED HEREIN AND REQUIRED BY THE ACCOMPANYING SPECIFICATIONS FOR ALL PATIENT CARE AREAS INCLUDE WIRING IN METAL CONDUIT AND INSTALLATION OF AN EQUIPMENT GROUNDING CONDUCTOR IN ACCORDANCE WITH SECTIONS 517.12(A) AND (B) OF THE NATIONAL ELECTRICAL CODE (REDUNDANT GROUNDING SYSTEM). ALL RECEPTACLES IN PATIENT CARE AREAS SHALL BE HOSPITAL GRADE.  ALL FUSES, DISCONNECT SWITCHES, AND BREAKER SIZES, SHOWN FOR MECHANICAL EQUIPMENT, SHALL BE VERIFIED BEFORE THE PURCHASE OR INSTALLATION OF SAID EQUIPMENT, WITH EQUIPMENT SUPPLIER AND THE MECHANICAL CONTRACTOR.  ALL DISCONNECT SWITCHES ARE TO BE FUSIBLE TYPE. FUSE IN ACCORDANCE WITH NAMEPLATE DATA WITH DUAL ELEMENT TYPE FUSES BY BUSSMAN OR EQUAL.  ALL ELECTRICAL EQUIPMENT SHALL BE INSTALLED SO THAT ALL CODE-REQUIRED AND MANUFACTURER-RECOMMENDED SERVICING CLEARANCES ARE MAINTAINED. INSTALLATIONS SHALL FULLY COMPLY WITH NEC 110.26 AND NEC 408.18 FOR CLEARANCE REQUIREMENTS. AS USED ON THESE DOCUMENTS, THE WORD "PROVIDE" SHALL MEAN TO FURNISH AND INSTALL THE ITEM OR EQUIPMENT AND MAKE THE FINAL CONNECTION AS REQUIRED.  CONTRACTOR IS RESPONSIBLE FOR OVER CURRENT PROTECTIVE DEVICE SHORT CIRCUIT, COORDINATION, AND ARC FLASH STUDIES. SEE SPECIFICATIONS. COORDINATE ALL CONSTRUCTION PHASING WITH ARCHITECTURAL DOCUMENTS AND GENERAL CONTRACTOR. PROVIDE TEMPORARY ELECTRICAL EQUIPMENT/DEVICES AS REQUIRED TO SUPPORT CONSTRUCTION PHASING. 
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NUMERIC SUBSCRIPT INDICATES QUANTITY OF CURRENT CARRYING CONDUC-
TORS.  IF THERE IS NO SUBSCRIPT, PROVIDE FOUR CURRENT CARRYING CON-
DUCTORS (3 PHASE PLUS NEUTRAL).  SUBSCRIPT “V” INDICATES THAT THE 
FEEDER HAS BEEN UPSIZED FOR VOLTAGE DROP.  
EXAMPLES:         REPRESENTS 3#1 WITH #6 GROUND IN 1½” CONDUIT.        
        REPRESENTS 4 #1 WITH #6 GROUND IN 2” CONDUIT.  
SEE SPECIFICATIONS FOR CONDUIT AND WIRE INSULATION REQUIREMENTS.
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