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ROOF PLAN

1. CONFIGURE EXTERIOR UNIT TO ACHIEVE AND MINIMUM OPERATIONAL
AND SERVICE CLEARANCE REQUIREMENTS AS RECOMMENDED BY
MANUFACTURER. PROVIDE INTERNALLY INSULATED, ROOF MOUNTED
EQUIPMENT SUPPORT. PERMANENTLY SECURE TO EXISTING ROOF
STRUCTURE. FLASH AND SEAL INTO ROOFING SYSTEM TO BE
WEATHERTIGHT; COORDINATE WITH ROOF WARRANTY.

2. TIE IN NEW CONDENSING UNIT CU-X (TRANE TTA180K3CAA) TO EXISTING
AIR HANDLING UNIT. ROUTE INSULATED AND JACKETED REFRIGERANT
PIPING THROUGH ROOF (SEAL PENETRATION WEATHERTIGHT), VERTICAL IN
WALL CAVITY, THROUGH EXISTING CONSTRUCTION TO EXISTING AHU.
MAINTAIN MINIMUM CLEARANCE REQUIREMENTS AS RECOMMENDED BY
MANUFACTURER.

SCALE: 3/16" = 1'-0"


